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PREFACE

This document describes the installatdi
siteVIEW Enterprise 2.1, siteVIEW v2.0 and siteVIEW scope 2.0 distributed
monitoring software applications.

Hardware and software described in this document is subject to ongoing
development and improvement. Consequently there may be minor
discrepancies between the information in this document and the performance
and design of the hardware and software.

The siteVIEW 2.1 system is designed for flexibility of use and installation and
is therefore highly configurable and should only be installed by an
appropriately trained technician.

The user should ascertain that this product is suitable for the intended
application. TASC Systems Inc. accepts no responsibility, liability, for misuse,
or damage resulting from the inappropriate use of the product described
herein.

.e Before connecting any equipment to siteVIEW 2.1, it is advised to read this
manual in its entirety.
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1. PRODUCT DESCRIPTION

1.1. GENERAL DESCRIPTION

TASC siteVIEW 2.1 is a distributed monitoring software package designed to
work in conjunction with TASC hardware monitoring products. Currently
siteVIEW supports the siteCOMMANDER, sitePORTAL lite, siteRSM and the
ability to ping third party IP based network devices.

siteVIEW is built with an easy to use graphical user interface (GUI) that
provides visibility into a network of devices. This simplifies the task of site
monitoring by centralizing all site information and communication into a
single software package.

siteVIEW allows for multiple simultaneous client connections to the siteVIEW
data warehouse. With this ability, it is possible to setup a group of operators
or dispatchers, in one or multiple locations, to supervise and control devices
in the network.

siteVIEW 2.1 Components:

- Data Handler
A Data Warehouse
A Logging Interface
- Communication Service
- Alarm Notification Handler
- User Interface
A Client GUI
A Log Viewer

1.2. Installation Requirements

1.2.1. Data Handler Requirements

1 Microsoft Windows 2000/XP/Vista/7/Server
1 Microsoft .NET Framework 3.5 or later

1.2.2. Communication Service Requirements

1 Microsoft Windows 2000/XP/ Vista/7/Server
1 Microsoft .NET Framework 3.5 or later
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1.2.3. Alarm Notification Handler Requirements

T Microsoft Windows 2000/XP/ Vista/7/Server
M Microsoft .NET Framework 3.5 or later

1.2.4. User Interface Requirements

1  Microsoft Windows 95/98/2000/XP/ Vista/7/Server
1 Microsoft .NET Framework 3.5 or later
1 Microsoft DirectX 9.0 or later

1.3. siteVIEW Key Features

N-Tier Software Architecture

Device Configuration and Monitoring
Various Alarm Reporting Options

Multi i Protocol Communication Routing
Scheduled Polling and Log Retrieval
Site-to-Site Output Mapping

Custom Panel Backgrounds

Drag and Drop Site Panel Controls

Site Grouping

Kenwood FleetSync™ Protocol Integration

Simple Licensing Scheme
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2. INTRODUCTION

2.1. N-Tier Software Architecture

siteVIEW is based on an N-Tier software model with several components
that are responsible for different components of the system. There is a
central Data Handler service that manages access to the data that is stored
in the Data Warehouse and several services that connect to each other.

The logging interface is installed with the Data Handler and provides access
to the siteVIEW logs. The log viewer is installed with the siteVIEW User
Interface and it connects to the logging interface.

Alarm
Manager

o

Logging
Interface

User
Interface

s

Log
Viewer

Q

Data ﬂ
Handler # 4
I =

! 1
Communication r‘
Service ‘)

siteRSM

siteCOMMANDER

sitePORTAL Lite

Figure 11 siteVIEW Software Component Architecture

The Alarm Notification Handler provides services for notifying recipients of
alarms via email or pager notifications.

One or more Communication Service(s) clients handle communication with
one or more sites through communication ports on the PC. A Communication
Service communicates with devices and then forwards the received data on
to the Data Handler where the data is then interpreted and stored in the Data
Warehouse. Multiple Communication Services can be connected to the same
Data Handler at the same time.
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The siteVIEW User Interface connects to the Data Handler and requests the
stored information and displays it in an organized manner. Multiple user
interfaces can be connected to the Data Handler at the same time and can
view information for any Communication Services connected to the Data
Handler.

Each application is installed using its own installation program. All four
applications can be installed on the same computer or on separate
computers. There can be only one Data Handler and Alarm Notification
Handler active for each system, but there can be several Communication
Services and user interfaces installed on several computers.

2.2. siteVIEW 2.1 Licensing

2.2.1. The Security Key
The TASC siteVIEW security key is a USB device, which contains:

i One Server License
M User Licenses
i Feature Add-Ons/Options

The Data Handler computer must have a security key in order for site
monitoring to occur. The Data Handler service reads the security key and
retrieves the number of user licenses available and determines which feature
add-ons are allowed.

The number of user licenses, determines the number of operators that can
sign into siteVIEW User Interface at any one time.

Any Feature Add-on licenses present determine whether or not certain
features in siteVIEW are enabled. The available Feature Add-ons are viewed

in the Aboutf or m, which can be viAAbeodt®dy fgaolnme d
main menu.

.e Note: If the security key is removed from the computer, or if the Data Handler
Service is stopped for any reason, site monitoring stops and any user licenses
or Feature Add-on 6s associated with the security ke
Data Handler Service restarts or the key is re-inserted.

.E— Note: siteVIEW scope 2.1 is configured to accommodate 1 user license.
siteVIEW Enterprise 2.1 can be purchased with various user license quantities.
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2.2.2. Feature Add-Ons/Options

Some features in siteVIEW must be enabled via the security key before they
will be available. siteVIEW add-ons include: paging, email, the Kenwood
FleetSync™ protocol, the redundant Data Handler and the various individual
devices.

The security keyods | icernmsaefactanyd vari ous
configured by TASC Systems Inc.

.e Note: System add-ons are limited when using siteVIEW scope 2.1.

.e Note: The software screen shots in this manual may appear differently
depending on the version of the software, the feature Add-ons that are enabled
and the operating system that the software is running on.
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2.2.3. Comparison of TASC siteVIEW 2.1 Products

TASC siteVIEW scope 2.1 is designed to manage and monitor smaller device
networks, while TASC siteVIEW Enterprise 2.1 is designed for medium and large
networks. The following table is a product comparison between the two products.

siteVIEW scope 2.1  siteVIEW Enterprise 2.1

Site Monitoring Yes Yes

Panel Configuration Yes Yes

Device Configuration Yes Yes

Alarm Notification Yes Yes
Automated Polling Yes Yes
Slte—tq—Slte Output Yes Vi

Mapping

Log Viewer Yes Yes

Site Grouping Yes Yes

Password Encryption Yes Yes

Kenwood FleetSync™ Yes Yes

Email Yes Yes
IL\IJLSJ;nrtSJe(rLiOCfeﬁggg)urrent 1 Security Key Configured
Max Number of Devices 3 Unlimited
System add-ons No Yes

siteRSM Yes Yes
siteCOMMANDER Yes Yes
sitePORTAL Lite Yes Yes

Pingable 3™ Party Device No Security Key Configured

Table 17 Product Comparison
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3. SOFTWARE CONFIGURATION

3.1. Installing the System

The entire siteVIEW system can be installed on a single computer, or each
component can reside on different computers connected via TCP/IP netware.

1. Start by installing the Data Handler and configure the Data Handler. See
Configuring the Data Handler, section 3.1.1, on page 19 of this manual.

2. Install the siteVIEW 2.1 client application and configure it to connect to
the Data Handler. See Starting the User Interface, section 0, on page 23
of this manual. Several client applications may be installed on different
computers and used simultaneously to connect to the Data Handler.

3. Install a Communication Service and configure it so that it can connect to
the Data Handler. See Configuring the Communication Service, section
3.3, on page 22 of this manual. Several Communication Services running
on different computers can be configured within the system.

4. Install an Alarm Notification Handler and configure it so that it can
connect to the Data Handler. See Configuring the Alarm Notification
Handler, section 3.4, on page 23 of this manual. Only one Alarm
Notification Handler is needed in the system.

5. Using the siteVIEW 2.1 client application, configure communication ports,
devices, alarm conditions & natification, users, site mapping, automated
polling, panels and more.

3.1.1. Distributed Installations of siteVIEW Components

If siteVIEW software components are to be installed as a distributed system
over multiple platforms and networks to balance load and/or manage system
architecture, the following considerations are recommended:

1 The firewall mechanism for each platform, either Windows or other
third-party, must allow the siteVIEW specific ports. For example, if
you are using port 11003 to connect the siteVIEW client from one
platform to a Data Handler on another platform, both platforms should
permit port 11003 usage.

1 If the platforms are distributed over different networks and/or
accessible via public IP address, it may be necessary to configure
your syst e mo sforwam tothe internalp | pparftor mé s
connection.
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3.2. Configuring the Data Handler

By default the Data Handler is configured to monitor incoming client
connections on port 11003. The Logging Interface installs with the Data
Handler and it is configured to monitor incoming Log Viewer connections on
port 11006. The default ports can be changed using the Data Handler Utility
(DataHandlerConfigTool.exe), which can be accessed from the windows start
menu at:

Start->Programs->TASC->Data Handler Utility

[ TASC siteVIEW 2.0 - Data Handler Utility

sctivity | Configuration

Connection/Logging

[Data Handler Listen Pork: 11003

Logging Interface Listen Port: [ 11006
Logal []

Save

Statuz

[ata Handler Running
Logging Interface Running

Figure 21 Data Handler Utility i Configuration Tab

Using the Data Handler Utility you can change the port numbers that the
Data Handler and Logging Interface will monitor. Press the save button to
save any changes you make and then stop and start the services to get the
Data Handler and Logging Interface to run with the changed settings.

Valid port numbers range from 0 to 65535, but ports numbers 0 to 1024 are
reserved for privileged services and designated as well-known ports and
should be avoided.

Log All is a feature that when enabled, will log all I/O levels when polling and
not just the changes in 1/O levels.

Once the changes have been saved and the Data Handler or Logging
Interface services have been restarted, press exit to minimize the Data
Handler Utility to the system tray. If you wish to close the Data Handler Utility
completely, right click on the system tray icon and select exit.
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From the activity tab of the Data Handler Utility, the system can be monitored
for progress while it is loading, or an administrator can check that no updates
are waiting to be saved to the database before shutting the Data Handler
down or restarting the computer.

[H TASC siteVIEW 2.0 - Data Handler Utility

System loaded and ready - 11/10/2003 10:45:47 Ak
Connected to data handler - 11102003 10:45:47 A
Attempting to connect to data handler - 11/10/2009 70:45:40 A

lpdates W aiting to be zaved. [

Shatuz
[ata Handler Running
Logging Interface Running

Cloze

Figure 31 Data Handler Utility T Activity Tab

When the Data Handler runs, it waits for connections from Communication
Services and User Interfaces. When the Logging Interface runs, it waits for
connections from client Log Viewers. By default, the Data Handler and
Logging Interface services start automatically after the installation and every
time the computer is restarted. These services continue to run as a
background service even if no user is logged into the computer.

The Data Handler Utility is configured from the installation program to start
automatically on login to the windows operating system.
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3.3. Configuring the Communication Service

Each Communication Service must be configured to connect to the Data
Handler using the Communication Service Configuration Tool
(CommServiceConfigTool.exe), which can be accessed from the windows
start menu at:

Start->Programs->TASC->Communication Service Configuration Tool

TASC site¥YIEW 2.0 - Communication Service Configuration

[rata Server Connection

IF Address: |127.0.0.1
Part: [11003 S ave

d

Statusz

Running Stop |

E xit

Figure 417 Communication Service Configuration Tool

Using the configuration tool you can type the IP Address or DNS Name of the
computer where the Data Handler is installed. Press the save button to save
any changes you make and then stop and start the service to get the
Communication Service to run with the changes.

Once the changes have been saved and the Communication Service has
been restarted, press exit to close the Communication Service Configuration
Tool.

The Communication Service will automatically connect to the Data Handler
and monitor ports it has been configured to monitor. By default, the
Communication Service starts automatically after the installation and every
time the computer is restarted. The Communication Service continues to run
as a background service even if no user is logged into the computer.

You will know if the Communication Service has connected successfully by
running the siteVIEW Client application and viewing connected
Communication Services.

If the Communication Service is running on the same machine
as the Data Handler, the recommended IP Address is localhost
(127.0.0.1).

TASC Systems Inc. All Rights Reserved Page 22 of 175



TASC siteVIEW 2.1 User Manual 050-015-0050 RO7

3.4. Configuring the Alarm Notification Handler

The Alarm Notification Handler must be configured to connect to the Data
Handler using the Alarm Notification Handler Configuration Tool
(AlarmHandlerConfigTool.exe), which can be accessed from the windows
start menu at:

Start->Programs->TASC->Alarm Notification Handler Configuration Tool

TASC site¥IEW 2.0 - Alarm Motification Handler Configuration

[rata Server Connection

IP Address; [127.0.01

Status

Figure 571 Alarm Notification Handler Configuration Tool

Using the configuration tool you can type the IP Address or DNS Name of the
computer where the Data Handler is installed. Press the save button to save
any changes you make and then stop and start the service to get the Alarm
Notification Handler to run with the changes.

Once the changes have been saved and the Alarm Notification Handler has
been restarted, press exit to close the Alarm Notification Handler
Configuration Tool.

The Alarm Notification Handler will automatically connect to the Data Handler
and monitor ports it has been configured to monitor. By default, the Alarm
Notification Handler starts automatically after the installation and every time
the computer is restarted. The Alarm Notification Handler continues to run as
a background service even if no user is logged into the computer.

as the Data Handler, the recommended IP Address is localhost

0 If the Alarm Notification Handler is running on the same machine
(127.0.0.1).
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3.5. Starting the User Interface

3.5.1. Logging In to siteVIEW

To | aunch the siteVIEW user i nterface, C
Enterprise 2.10 i con or t he 2i@d iitceovn EtWh astc otphee i ns
placed on the computer desktop.

Figure 61 siteVIEW 2.1 User Interface
Desktop Shortcut Icon

This can also be accomplished from the Windows start menu, select
i Pr o g-pTABG>siteVIEW Enterprise 210 o r A RP¥TASCF a ms
>siteVIEW scope 2.10

After launching siteVIEW, one of two things should occur:

9 If the siteVIEW User Interface is able to connect to a siteVIEW Data
Handler, a Sign In form will appear. This is a typical scenario if the
Data Handler is installed on the same computer as the user interface,
or if the Data Handler Service connection was established previously.

XH sign In - TASC siteVIEW 2.0

Enter your ugermame and password

|Jzernanne: ||

Pazsword: |

Users Pazsword Recovery Sign In | Cancel ‘

Figure 7 - User Interface - Sign In

1 If the host computer exists, but the siteVIEW User Interface is not
able to connect to the siteVIEW Data Handler Service, the siteVIEW
user interface will launch and at the bottom left corner of the

applicaton, t he words AAttempting Connect
<servername>0 appear, where <servern
specified. Then when the connection

appear. siteVIEW will then continue attempting the connection.
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XA TASC siteVIEW 2.0

Connect  Help

Bl & s = @ T 0 Kbps

-

Sitez | Alarms | Comm | Wiew .HX'Dths

Communication

Mo Connection ot sighed in

Figure 8 - User Interface - Not Connected to Data Handler

To connectto the DataHandler, sel ect>@&Cmomeaetctt o Server
the main menu and you will be presented with a connection form.

Connection Settings @

Data Handler

Address  |127.0.0.1

Port 11003
oK | Cancel

Figure 91 Data Handler Connection Form

Enter the IP Address or the DNS machine name of the computer where the
Data Handler is installed. During the client installation, the default Data
Handler connection is set up as 127.0.0.1 with port 11003.

If the siteVIEW User Interface is running on the same machine
as the Data Handler, the recommended IP Address is localhost
(127.0.0.1).
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Once the Sign In form appears, sign in using a valid username and
password. When signing in to siteVIEW for the first time, use the username
svadmin with password siteview. The svadmin is an administrator account
with full rights to every part of siteVIEW.

.e Note: To ensure proper security, change the svadmin password during the first
sign in

3.5.2. Password Recovery

There is a password-recovery link on the login form, but it only works if a
user has setup their email address.

After selecting the password-recovery link, the user specifies the username.
An email containing their password information is sent to the user's email
account. An administrative user can set the default SMTP server in the
notification options form. If the SMTP server is not set, the password-
recovery email will fail.

When a user logs in they are reminded to set their email address each time
they log in until they set an email address. Admin users can set their email
address and the email addresses of other users in the user admin form.

Non-admi ni strative users can set their em
>Accounts-=>Change Email Addresso from the mai

A message is displayed to the user to tell them if the email was sent or not.
The email is then sent to the SMTP server, which may fail to send the email
for other reasons.

3.6. Redundant Data Handler

A redundant Data Handler option is available in siteVIEW, where a second
Data Handler waits and is ready to take over in case the primary Data
Handler goes offline for some reason.

.e Note: The Redundant Data Handler is only available if the security key has
been configured to allow the Redundant Data Handler as a siteVIEW 2.1 option
and it is only available as an option in a siteVIEW Enterprise 2.1 system.

3.6.1. Configuration

Setup and configure the redundant Data Handler in the same way as the
main server.
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To setup a redundant Data Handler, use the Data Handler using the same
version of installation program as was used to install the primary Data
Handler. The redundant Data Handler must be installed onto a different
computer than the primary Data Handler, but also the redundant Data
Handler requires a special redundant Data Handler security key before it will
take on the role of a redundant Data Handler.

[ TASC siteVIEW 2.0 - Data Handler Utility =13

Activity | Configuration

Connection

Clients | Data Handler

IP &ddrezz: | DHServer

Part: 17003
Statusz
[rata Handler Stopped
Logging Interface Running

Cloze

Figure 107 Redundant Data Handler Configuration Utility

When the redundant server security key is located, the configuration utility
provides a way of connecting to the primary Data Handler. Specify the port
and IP address or name of the primary Data Handler, save the configuration
and then stop and restart the redundant Data Handler. The redundant Data
Handler will then connect to the primary Data Handler and will register itself
in the system, synchronize its data, and wait as a backup server. The main
server then notifies the connected clients of the location of the redundant
Data Handler. In the event that the main server becomes unavailable for
some reason, the Communication Services and client User Interfaces will
attempt to connect to the redundant Data Handler until the primary Data
Handler comes back online.

A redundant Logging Interface is installed when the redundant Data Handler
is installed. When the redundant Data Handler takes over from the main Data
Handler, the redundant Data Handler will store historical data temporarily.
When siteVIEW client User Interfaces connect to the redundant Data Handler
and a user attempts to open the Log Viewer, they will connect to the
redundant Logging Interface and so the data seen will not show the data that
is stored on the main Data Handler. Once the main Data Handler is up and
running again, it will take over as the main Data Handler once more and the
redundant Data Handler will update the main Data Handler with all the
historical data that was saved by the redundant Data Handler.
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.e Note: Ensure that the redundant server is visible through the network to the
Communication Services and the clients.

The status bar of the siteVIEW client then shows the location and status of
the redundant Data Handler.

< >
Connected to Lacombe: 17003 Redundant Server 192.168.100.64:17005 [online]

Figure 111 Redundant Data Handler Status

As well the status bar indicates when the client is connected to the redundant
Data Handler instead of the main one.

Connected to 192.168.100.64: 11005 [Redundant Server)

Figure 121 Connected to Redundant Data Handler
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4. THE GRAPHICAL USER INTERFACE

The TASC siteVIEW 2.1 user interface consists of a main application window
that is divided into several sections

USA | :
BRmSH -\‘\ OStowan
COLUMBIA

b5 S /’A
Prince Ruppent 9 o
Massot O Ktimat

Figure 13 - siteVIEW User Interface

. Site Navigation Tree - A tree view of the nodes in a network
. Main Menu i Contains all available menu options

. Toolbar i Quick access to routine functions

. Alarm Panel i Detailed listing of all alarms

. Site Panel i Graphical display of sites or network

. Panel Components i Interactive elements in the network

G M moO wm >

. Status Bar 1 Real time program information
H. Communication Panel i Listing of network communications
I. Bandwidth Meter 7 Displays network data passed to and from siteVIEW
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4.1. Site Navigation Tree

The Site Navigation Tree is a logical representation of a network of
monitoring devices (ie. site COMMANDER), which are capable of reporting
input and output states to siteVIEW through a communication port (COM
port) on the Communication Service.

The first level node is of the Site Navigation Tree represents the complete
siteVI EW system, which contains a 6Groug

The Groups node contains custom arranged groups of devices and folders.

The AGroupso nodebs purpose is to arra
Addsub-f ol ders to the @ Gr ou pisedinksimtavariosn d t
folders. Right-click on the mouse will provide the additional Cut to Group (for

moving to a new group), Copy to Group and Paste to Group options.

The first level nodes of the Network represent Communication Services that
are connected to the Data Handler. The second level nodes of the Network
represent the monitored communication ports on the Communication
Service. The communication ports are used for monitoring remote devices.
The third level of Network represents the physical device.

Right clicking on one of the tree nodes levels (i.e. system, groups, network,
server, COM port, device) allows quick access to menu options, by
displaying a context menu that pertains to the selected node.

Left clicking on a node updates the site panel to display a graphical
representation of all nodes beneath the selected node.

4.2. Main Menu

The main menu allows access to configuration and monitoring of the tree

nodes. Some menu items change depending on the node selected, and also
depending on the userdés security rights
section 5.1, on page 37 of this manual.)
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4.3. Tool Bar

The toolbar allows quick access to some menu options

AfsjcipjefFic
L

TASC siteVIEW 2.0

Unlock | Refresh Sites | Alarms | Comm | Wiew | Histo

Figure 14 - Toolbar Buttons
. Lock/Unlock Site Panel layout

. Perform manual poll of the selected portion of the network
. Hide/Show Site Navigation Tree

. Hide/Show Alarm Panel

. Hide/Show Communication Panel

. Hide/Show Site Panel

. View logs

@ Mmoo O w >

4.4. Alarm Panel

The alarm panel displays a list of alarms that have not been cleared at the
remote site. Each alarm item in the alarm panel has the following information:

B 5 =
larms | Comm | Wiew | History

192.168.0.70: 2011 sPL 1 Vednesday, June 27, 2007 $:44:33 AM

5 Rctive
__|¥Minoxr km — fAnalog \ ‘

/
B C D

Communication

Figure 15 - Alarm Panel Components
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A. Port & device name of the alarm and the last time the alarm status
changed

B. Auto-find button
C. Alarm ID and status

D. Alarm severity and the name of the 1/0 where the alarm condition
occurred

The auto-find button appears as a square button with a question mark in the
center. Selecting the auto-find button causes the corresponding device node
to be selected on the Tree View and for the corresponding panel to be
drawn.

Double clicking on an alarm shows more detailed information about the
selected alarm and allows the user to acknowledge and clear the alarm.

When an alarm is active and unacknowledged, the alarm will flash a different
color depending on the severity of the alarm.

Right-clicking the mouse in the Alarms panel area provides additional
contextual options:

T Use t heAlBhCheaso to clear all ceased
9 Access detailed information about the selected alarm

9 View a historical summary of alarms within the Log Viewer

4.5. Site Panel

The site panel displays a graphical representation of the currently selected
tree node. This provides simplified visibility in networks of monitored devices.
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h -12 b -12 h -12 b -12
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o 14 o 14 o 14 o 14
Drefault| +

Figure 161 Site Panel

At the top of the site panel is a status bar that displays the full path name of
the selected network tree node.

Device outputs can be controlled from the site panel.

The size, component placement, background image and color of the panel
can all be customized. (See Site Panel, section 6.4, on page 52 for
information on customizing the site panel)

When a deviceds panel is selected, t he
A panel selection tab appears on the bottom of the device panel. This feature

allows a device to be represented in multiple ways. Press the far right tab

with a plus (+) sign on it to add a new panel, or right click on the panel and
select the Alnsert New Panel 0 option. Fr
rename the selected panel or delete it. If a device only has one panel, it

cannot be deleted. The menu options can also be accessed from the main

menu by selxRdnealgd AEdI t

fal)
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4.6. Panel Components

The Site Panel is made up of images, text and panel components. Panel
components are interactive elements that allow the operator to navigate as
well as monitor and control various areas of their network. Panel components
include virtual knobs, buttons, lights, switches, labels, temperature gauges
and more.

At a sever node, Panel Components represent the available and configured
COM ports that are accessible on the network.

At a COM Port node, panel components represent the available and
configured devices accessible on the network.

At a device node, Panel Components represent the specific physical inputs
and outputs available to a particular device.

The type, size, color, font and many other configuration options can be
customized. (See Panel Control Property Form, section 6.4.2, on page 53 for
information on customizing the panel controls)

4.7. Status Bar

The status bar is used to display various messages to the user. The far left of
the status bar displays the Data Handler connection status and the far right
displays the user login status. The center of the status bar shows the online

Connected to 127.0.0.1:11003 . Alarm Mohification Handler 127.0.0.1 [onling] gvadmin

Figure 17 - Status Bar Components

status of the Alarm Notification Handler and if installed, the Redundant Data
Handler.

4.8. Communication Panel

The communication panel contains recent network communication traffic and
the following details pertaining to those transactions:
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A D
r‘_omr_ncallom AT /'

95 Biver North 0 Gateway 4:07:38 PM
Retrieve Rl1lContactInputs

C fad ting
55 Biver North 0 Gateway 4:07:38 PM
Retrieve AllfAnalogInputs

.'Wait.inq
55 Biver North 0 Gateway 4:07:38 PM
.‘R’etr:i.eve DeviceStatus

fad ting

S5 RBiver North 1 East Shack 4:07:37 PM
Retrieve AllTemperatureInputs
Processing

S5 River North 1 East Shack 4:07:37 PM Y
Retrieve All0utputs \
Completed 1

55 Biver North 1 East Shack 4:07:37 P '
Retrieve AllContactInputs L
Campleted

55 Biver North 1 East Shack 4:07:37 PN
Retrieve AllfinalogInputs -
Campleted

55 River North 1 East Shack 4:07:36 PM
Retrieve DeviceStatus
Campleted

4

arehouzehscoig mdb |svadmin |

Figure 18 - Communication Panel
1 A. Name of COM port and device the communication pertains to and
the time when the communication request occurred
9 B. Cancel transaction button
9 C. Communication transaction status

9 D. Communication transaction command and subcommand

When a new communication transaction is added to the communication
panel, any transactions that are older than 8 seconds and are no longer
processing, are removed from the communications panel.

Output control traffic is considered a special case. By updating an output a
user either turns on or turns off that output. The output that is affected and
the state that it is being set to are displayed next to the command and
subcommand.

Communication

S5 River North 1 East Shack 8:26:28 WM

Update Outputz - Twn OFF Output 2
fai ting

S5 River North 1 East Shack 8:26:25 WM
Vpdate Outputs - Twrn ON Output 4
Canpleted

S5 River North 1 East Shack 8:26:24 WM
Update Outputs - Twn ON Output 3
Completed

S5 River North 1 East Shack 8:26:22 WM
Update Outputs - Twrn ON Output 2
Completed

S5 River North 1 East Shack 8:26:14 WM
Vpdate Outputz - Turn OFF Output 2
Campleted

Figure 19 - Outputs Update Communication
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4.9. Bandwidth Meter

The bandwidth meter shows how much data is being transmitted (TX) and
received (RX) by the siteVIEW client. The data is displayed in kilobits per
second (kbps) and is updated every second. There are 8192 kilobits in 1
Megabyte (MB).

To see the total amount of data sent or received, hover the mouse pointer
over the corresponding label.

@ 7% Okbps
{2) RX: 6 kbps

b

R¥: 6 Kbps
Total Data: 87.9MB
Duration: 0d 1h 40m 38s

Figure 207 Bandwidth Meter
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5. USER ADMINISTRATION

5.1.

Managing User Accounts

To create, modify or delete siteVIEW user accounts open the user

administration form, which c aAccdums- v i
>User Admini stmantmermno from the
Usermame | FRights | First Wame ‘ Last Mame User
evadmin Administra... First Namel
LastNamel
Usamamel
H\ghtsl J
=
Pssword |
Confirm Password [
Ermail ]page,}
Address ‘
I Enabled
Apply Mew | |
Figure 21 - User Administration

The following tasks may be performed using the user administration form:

=A =4 =4 =4 =

user 6s

Create new user accounts

Security rights may be altered

password

First name, last name and username may be altered

User accounts may be enabled or disabled
The

User specific alarm notification options may be set, depending on

can be set

which options are available from within siteVIEW (ie. email, paging,
etc).

Existing users may be deleted from the system

View a history of user login/logout activity

The

user 06s

emai | ad

dress can-be

recovery purposes (If email is enabled in the system the email
address can also be used for email notification.)
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The following table lists the available security rights and the access
associated with each type:

User Device & Panel Alarm Manual Output
Maintenance System Layout Control Polling Control
Configuration
View Only None Read Read Read Read Read
User None Read Read Read/ Write | Read/ Write | Read/ Write
Admin Read/ Write | Read/ Write Read/ Write | Read/Write | Read/ Write | Read/ Write

Table 27 Login Security Level Matrix

5.1.1. Changing An Account Password

Ausercanchange their account password throu
form by sel ecAccoons->C@@ammectPassword. 0O

Password Maintenance @

Usgername 'S‘fﬂdmi”—

0ld Pazzword l—

MNew Password ’—
Confirm Password

o (o]

Figure 22 - Changing Your Password

5.1.2. Forced User Sign Out

In the case of a power failure or a system crash/reset, siteVIEW may not get
a chance to properly sign users out of the system. Also, there may be times
when an operator(s) needs to be forcibly signed out of the system.

In either case, operators may be forced out by anyone who has more

security rights than they do. Operators may also sign themselves out. To

view users that are currently signed in, type in a valid username and

password at the sign in prompt, and sel

X Sign In - TASC siteVIEW 2.0

Enter your username and password

U zemame: |svadm|n

Pasaword: | xxxxxxx il

Users Password Becovery Sign In Cancel

Figure 23 - User Sign In Form
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Thiswi | | open the ACurrent Userso form, wi
signed in, the computer that the user signed in from, and the date and time
the he or she signed in.

To sign a user out, select the user from the list of currently signed in users
and select fASign outo.

Signed In Uzers

semamne | Location | Date |
jdoe SASKATOOM 1141042009 11:51:29 aM

=T

Total signed it users: 1/5

Close

Figure 24 - Current Users
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6. SYSTEM CONFIGURATION

The entire siteVIEW system is represented in two ways: it is represented as
a logical tree, which is referred to as the Site Navigation Tree, and as a
graphical panel, which is referred to as the Site Panel. Items in the site
navigation tree are referred to as nodes.

When a node on the tree is selected, menu options pertaining to that node
are accessible through both the main menu, which is located at the top of the
User Interface, and the context sensitive popup menu, which can be
accessed by selecting a node with the mouse and then performing a right
mouse click. This document will explain how to configure siteVIEW using the
main menu, but the same functionality can be accessed using the context
specific popup menu.

The Tree View displays a list of Communication Services, the COM ports in
use by the Communication Service and the devices that are monitored
through the COM port(s). Main menu items pertain to the selected node.

T = Note: Only the administrator users can configure the system.
%4 TASC siteVIEW 2.0
Connect N Yiew Tools Help L System
e ) Groups
Dielete -ty Network
Unlack. Renarme rnrn Sy}
Manual Poll » 7Y Collapse
—|-Ele Sy 16§ =Y Add Mew Communications Port
| Disable Device Im #dd Mew Modem Paol
i J2tini
_‘_ alarm Configuration = x
Palling Configuration Rename
Site Mapping Configuration Marual Pol » H
Properties Alarm Configuration
User Access Polling Configuration
Sike: Mapping Configuration
Figure 25 - Edit Menu History
Properties
User Access
Figure 26 1 Communication Service Level
Context Menu
6.1. The Communication Service

The Communication Services, which are connected to the system, are visible
in the site navigation tree. To view information pertaining to a particular
Communication Service, select the desired node in the site navigation tree
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and then

server details form.

s>ePlr eocpte riit B deisto

fro

m

t he main

The server details form displays the machine name that the Communication
Service resides on and its software version.

By default, siteVIEW uses the NetBIOS name of the server for the name of
that server node in the site navigation tree. Using the alias field, a system

applicable name can be used. The alias and description are the only items
on the server details form that can be modified.

.e Note: Existing archived log files will still contain the old
Communication Service alias name.

6.2. Communication Ports

6.2.1. Adding A New Communication Port

Server ]

Server Details

8 Communication Server, Details - TASC siteVIEW 2.0 X

Name: |LACOMBE

Version:|2.0.0.301

Alias: |LACOMEE

Diescription;

o]

Apply |

Cancel

Figure 27 - Server Details

Each Communication Service potentially has available serial and Ethernet
Com Ports, which can be used to monitor networks of hardware devices. To
add and configure an available COM port for siteVIEW monitoring, select

i E e>iAtd d

New Communi

the Connection Wizard.

cati

ons

Porto from

In the first stage of the Connection Wizard form, select the COM Port type. If
the selected type is Serial then a list of available serial communication ports
will be displayed in the port drop down list. Select the port and protocol, and
APSTN Modem Porto

sel ect

connected to an external PSTN modem.

i f

the port
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LACOMBE - Connection Wizard X

Select the port to make a connection

Connection Details

Type: ]Serial L]
Part >
Protocal: [BinMP L‘

[~ PSTN Modem Port

MNext I Cancel

Figure 281 Connection Wizard i Serial Details

If the selected COM Port type is Ethernet then Ethernet connection will be
displayed. The IP Address and Port of the remote Ethernet device will not be
needed until the Ethernet devices are added.

Connection Wizard - LACOMBE %)

Select the port to make a connection
Connection Detail:
Type: ~
MHest Cancel

Figure 291 Connection Wizard i Ethernet Details
After entering the required serial or Ethernet information, select next.

For a serial device, enter the port timing parameters. The Packet Timeout is
entered in milliseconds and is the maximum amount of time a COM Port
should wait for a response after sending out a request. The Inter-Byte
Timeout is also entered in milliseconds and is the maximum time a COM Port
should wait between incoming data bytes before the incoming data is
considered complete. The Ethernet timing parameters are entered when you
add the device.

If COM Port communication is timing out too often, it may be that the packet
timeout is too short. If communication is taking too long to complete, try
reducing the packet timeout.
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If COM Port communication results in abnormally high communication errors,
it may be that the inter-byte timeout is too low. Setting the inter-byte timeout
too high also results in the packet timeout taking too long.

ACOMEE - Connection Wizard ]

Select the timing parameters to use on this connection

Connection Timings

Packet Timeout [msec); | 2000 3:
Inter-Buyte Timeout [msec] |70 3:
Packet Retries: m

Back | Mext | Cancel

Figure 301 Connection Wizard i Timings

Change the Packet Retries to specify the number of times a port should retry
packets that have no response.

Experiment with the timings until you achieve the fastest and most reliable
communication.

As an additional step for optimizing communications, review the

TransmitReceiveCOMxx  (where xx is the COM port number) log
files found within the CommSvc directory to view retries for a
given COM port. Iteratively, using manual Full Refreshes to test
communication exchange, adjust the Packet Timeout parameter
to minimize retries recorded within the log file.

Defaults: Packet Timeout 2000 msec; Inter-byte Timeout 70 msec; Packet
Retries 3.

COM Port Configuration

Packet Timeout (msecs)

Inter-Byte Timout

(msecs)
Ethernet 1000-1500 50-100
Serial 1000-3000 50-200
Serial with PSTN Modem 2000-5000 100-300

Serial with Radio

Depends on the
technology used and the
number of radio hops.

Depends on the
technology used and the
number of radio hops.

Table 37 Recommended Communication Timing Parameters

After selecting the timing parameters, select next. Choose a name for the
connection and a description to remind users of useful information about the
connection and then select finish to add the COM Port.
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Connection Wizard - LACOMBE

Provide a name and description to identify the port connection

Connection |dentification

Mame: |Morth Burnaby

Description:

Back Finish Cancel

Figure 311 Connection Wizard i Identification

6.2.2. Configuring an Existing Communication Port

To view and change information pertaining to a particular COM port on a

Communication Service, select the desired COM port node on the Tree View
t he

and t hen s>ePlreocpteritEdeisto fr om
Connection Details form.

4H Connection Details - TASC siteVIEW 2.0

Conhnection ]

Details

Name: |55 River Notth

Diescription: |Located at Spading Crescent, on the north dde of the South Saskatchewan River

[ PSTH tadem Part

Settings
Type: Serial Packet Timeout [mzec); | 2000 El:
COM Port | COM1 A Irter-Bpte Timeout [meec): | 70 El:
Fratacal | BinkP - Packet Retries: |3 3:

Defaults

Enable b onitoring

QK. | Apply | Cancel |

Figure 32 - Connection Details

Select a name for the COM port. The name will be how siteVIEW refers to

this communication port throughout the application.

li‘ Note: Existing archived log files will still contain the old port name.

ma i
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The description properties of both the COM port and device detail forms are
displayed when a user hovers the mouse above a Site Panel control that
represents the COM port or device.

SS River North l

COM Port: S5 River Morth
Protocol: BinMP

Located at Spadina Crescent, on the north
side of the South Saskatchewan river.

o

d
Figure 3317 COM Port Panel Component

Changes can only be made to port settings if the port is offline or by closing
the port by disabling monitoring.

For a serial connection, the COM port field contains a list of communication
ports available on the Communication Service. For an Ethernet connection,
the IP Address and Port fields must be specified.

The Protocol drop down field sets the protocol, which is used to
communicate on the communication port. By default this protocol is set to
BinMP. Other protocols are available as Add-On features from TASC.

Two COM port timeout values exist. The packet timeout is the time the
Communication Service will wait for a reply after transmitting a
communication packet to a device. When the Communication Service is
receiving a response packet, the packet bytes are received one at a time.
The inter-byte timeout is the time in which the Communication Service should
wait between packet bytes, before deciding the packet has failed.

By increasing the packet timeout and the inter-byte timeout, siteVIEW is
more likely to receive a packet. If siteVIEW needs to frequently retry packet
transmissions, it is possible that one or both of these timeout values needs to
be increased. If siteVIEW frequently encounters communication errors, it is
possible that the inter-byte timeout needs to be increased. If these timeout
values are too high, siteVIEW communication may seem to take an unusually
long time. Achieving the correct balance of timing values ensures that
packets are handled efficiently.
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6.3. Devices

6.3.1. Adding a New Device

Each Communication Service COM or Ethernet port is capable of
communicating to a network of hardware devices. To add and configure a

device for siteVIEW monitoring, first highlight the Port that connects the

network of hardware devices to the Communication Serviceand sel ect

>New Deviceo from t he ma DevicenlMomtaring Thi s

Wizard.

First, the device details form will display the device description page. Enter
the device type and any addressing information and then select next. The
correct addressing information must be selected in order for proper
communication to occur.

Device Monitoring Wizard - COM1

Select the device to configure for monitaring

Device Details

Device Type: |sC |
Device COM Part: | SerialPort] |
Module Type:| SlaveNoMapping |
Address: |‘I ﬂ

et | Cancel

Figure 341 Device Monitoring Wizard - Details

Next choose the device name and description. The device name will be used
by siteVIEW to make reference to the device. The description appears when
a user hovers over the Site Panel control that represents the device.

For information about device specific connection parameters, see TASC
siteCOMMANDER (see Appendix B on page 104), TASC sitePORTAL Lite
(see Appendix C on page 116), TASC siteRSM device types (see Appendix
D on page 128) and Ping devices (see Appendix E on page xxx).
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Device Monitoring Wizard - COM1

Provide a name and description to identify the device

Device |dentification

M arne: |SlaveN ok apping 1

Deszcription:

Back | Finizh | Cancel

Figure 351 Device Monitoring Wizard - Identification

After entering the device name and description (optional), select the Finish

button to add the device. siteVIEW will then attempt to communicate with the

device by polling the device for its status and configuration. If any of the

communication is incomplete, an indication of this will be displayed in the site
navigation tree, beside the deviceds nar

siteVIEW will not allow configuration changes to be made on the device until

the entire device configuration has been successfully downloaded. From that

point on, siteVIEW assumes that it is the only application that has access to

the device. If changes are later made to the device using a configuration tool

such as the sitePORTAL Configuration Ut
configuration for the device will be out of date and this may result in

erroneous data displayed in siteVIEW. To bring siteVIEW back up to date,

perform a complete refresh from siteVIEW for the modified device.

Ethernet devices have an additional connection details setup page. In the
connection details page enter the IP address, IP port and communication
timing parameters.
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Device Maonitoring Wizard - Ethernet

=

Prowvide the IP address and port of the device

Connection Details

IP or DNS Name: |192.168.0.181

Port: 10001

= msec

Packet Timeout: |2000

Back |

Finish |

Cancel

Figure 36 1 Ethernet Device Connection Details

.e Note: siteVIEW scope 2.1 is configured with a 3 device maximum.

6.3.2. Device Details

After communication with a device has been successfully established, additional
device configuration is made available. Selecting
menu opens the device details form. The device details form provides the ability to
configure a device.

AEedcPrtoperti eso

The device details form has multiple tabs. The available tabs differ from device to

devi ce

dependi n §rmware varsiore thelawailable sté@vV#EW add-ons,

and the type of device.

Device Uploaded Configuration

Currently, siteVIEW supports the TASC siteCOMMANDER (see Appendix B

on page 104), TASC sitePORTAL Lite (see Appendix C on page 116) and
the TASC siteRSM device types (see Appendix D on page 128)

When changing a devi
will still contain the old device name.

ceobds

from t

name, pl ease nc

The IP address, IP port and timing parameters can be set for Ethernet
devices in the communications tab of the device details form.

.e WARNING: Making configuration changes to a device will cause the device to

restart its firmware. As a result the device outputs will turn off. This could
unintentionally activate/deactivate equipment located at the remote site
without warning. It
property is not damaged.

i s

t he

customer 0s

respor
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Extra Device Configuration

Some configuration is stored in siteVIEW and not uploaded into the device.
The temperature units and the analog formula are extra input configuration
parameters that are stored in siteVIEW but are not uploaded to the device.

The temperature units are configurable via the Units selection box on the
Temperature Inputs tab of the Device Details form. Available temperature
conversions include Celsius, Fahrenheit, Kelvin, Rankine and Réaumur. The
default unit value is Celsius.

rerowmusor e e i e e 20 I
Kr emperature L evice .IS eV nterprise ) @

Description ] General ] Communication | Contact Inputs ] Analog Inputs  Temperature Inputs WOLrtputs ]

Temperature Input Configuration

ALL

1 2 3 4 5 6 _ 3

Enable Events 2 r r r - - - -
Present
* Unitz |Celsius lee\sius j|CeIsius leeIswus j|CaIsius j|CeIsius j‘Ce\sius j|CeIsius j ’m
vy T NN ST | SR | SN I S

Input Qualifier

4

Fahrenheit

Kelvin
Rarkine
Réaumur

High Tempersz

1 Threshold [240  =HJoo  Hjoo Hjoo Hjoo Hpoo Hjeo Hfoo
I L e N S S SR | S -

Low Temperature Set Points
Threshold [115  ={[550 —={[s50 =850 =550 —={[s50 —=[s50 =[50
tocal Output |- ~lf- |- |- - - A= -

Hodsees)[s [t Hh =t Hh = Hih b

[v Only upload changed settings 0K | Apply | Cancel

Figure 371 Device Details i Temperature Units Selection

Similar to the temperature units, the Analog Input formula are configurable
via the Formula selection box on the Analog Input tab of the Device Details
form. The formula values are configurable through the Formula Configuration
form that can be opened by selecting the Edit button that corresponds to the
Formula selection box.
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KE Device Details - TASC sitaVIEW Enterprise 2.0 =5

Description ] General ] Communication | Contact Inputs  Analog Inputs | Temperature Inputs ] Outputs ]
Analog Input Configuration

1 2 3 4 5 & 7 8 ALL

Enable Events v v I v v Iv v v

© Range [0250v ~|[os0v ~[[ozsov ~][osov ~][ozsov ~[ozsov ~][oasov v |[o2s0v +]
seor [ [ ST A S S
ofet [0 oo o0 Hee Hoe o = e =
ot Qualife—— ~Jfs - - - - - S

Units Volts Wolts Volts Wolts Wolts Volts Wolts Volts

I Formula v |—none—j|—none— j|—nnne—j|—none—j|—none—ﬂ‘—none—j|—none—ﬂ Edit

High Thresheld Set Points
Threshold [100 =J[100 =100 =00 =100 =H[ico oo =Hwo =

Adjusted [10.0 [10.0 [10.0 [100 [10.0 [10.0 [100 [10.0
| e e S

Low Threshold Set Points
Theshold [27  H[2s  Hles  Hpps  Hps  Hps  Hpzs  Hfzs

Adjusted [2.7 [2.5 [2.5 [2.5 [25 [2.5 [25 [2.5

N T | ST S

Hodgee) i H = A A = Hh A =g S|

[v Only upload changed settings 0K | Apply | Cancel |

L = S S — —————
Figure 381 Device Details i Analog Formula Configuration

Use the Formula Configuration form to add, remove and update various
analog conversions.

The formula Name field is the unique identifier of the formula. The formula
name will appear in the Formula selection field.

The formula Units field is an optional field that is displayed in the Log Viewer.

The formula Decimal Places field configures how many decimal places the
adjusted value should be rounded.

The formula Equation is used to calculate the value of the analog sensor,
where x is the input value. See the Formula Configuration form for a
complete list of accepted equation operators and an example of how to use
each one.

The Sample field allows the equation to be tested. This value is input into the
equation by replacing x and calculating the result. If there are no errors, the
result is displayed. If there was an error with the formatting then an error is
displayed.

TASC Systems Inc. All Rights Reserved Page 50 of 175



TASC siteVIEW 2.1 User Manual 050-015-0050 RO7

|
r—Formula

Mame | Lnitz | E quation | Decimals I
Senzor 1 dB 24732372 + A - B.234 2
Sensar 2 dB 5.E4x"4 + 05473 -27. 92 + B35 - 206234 2

M ame ISensor 2 Unitz  |dB Decimals |2 3:

Equation |5.de"4 + 05473 27 "2 + 8.35x - 206.234
Sample |3.5 = 29227 dB
MHew | |pdate | Delete |
Operator | Description | E xample: |
¥ variable srtf=  -In[2x + 7.45])
[l Open & Close Brackets #[4+8]
[ Factarial #l
~ Exponent 2735w
sqrt Square Root sqr[x"d]
* tultiply "0
/ Diivide: %/
% todulug x %10
+ Add 4.231x + 5.2354
- Subtract 90 - %
loghs Logarithm [b = baze) log4(x)
log Logarithm [bagze 10) logl]
In Matural Log In[25:]
SEC Secant sec(s]
sin Sine 2in[35.001%)
tati Tangent tan(45.02344)
Cit Cozecant czc(H]
cos Cozine cog[180] + =
cot Cotangent cot[x-25.23)
abz Abzolute abz[-25 7 w)
pi 3.141592653589793238...  pitx"2
Close |

Figure 391 Formula Configuration Form

Once an analog formula has been configured it can be selected and applied

t o

any

anal

og i

nput

The

anal og inputods

values will be calculated and displayed. The formula will also be used to
calculate the analog value whenever a status is returned from the device and
the calculated value will be displayed in the Log Viewer and on any panel
controls that represent the analog input.

6.3.3. Ping Devices

When adding a device to an Ethernet port, there is an option to add a Ping
device. This device does not have any configuration, or I/O, instead siteVIEW
can connect to any network device that supports pinging. The device can be
scheduled to be pinged periodically using scheduled polling. If an
unresponsive site alarm is setup for the device, the alarm will trigger
whenever the site does not respond to a ping.
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6.4. Site Panel

Each node in the site navigation tree has a panel associated with it. The

panel contains controls that graphically map out the items available at the

server, COM port or device. A serveros i
COM ports, a COM portds panel contains
a devicebsnpacehtcohsait hat represent t he
outputs. Performing a left mouse click on a panel control that represents a

COM port or a device causes siteVIEW to display the panel for the selected

COM port or device, essentially traversing the Tree View. Performing a left

mouse click on a panel control that represents an output causes siteVIEW to

turn on or turn off the associated output. Panel controls that represent device

inputs serve as visual indicators of the inputs real life state.

A user can modify the layout and appearance of the panel and the panel
controls to give more meaning to the panel.

6.4.1. Background Properties

The Site Panel background properties form can be modified in the Panel

Detailsf or m, whi ch i s o p e-nPankl->Banel s Blaec&tgir rogl nid
from the main menu. The Panel Details form pertains to the currently

displayed panel.

The panel height and width affect the total size of the panel. This can be
different from the actual height and width that the user sees. The panel
height and width can be set larger or smaller than the actual viewable area of
the PC screen.

An image may be set as the panel background by selecting it from the list.
When an image is selected, a preview of the image is shown in the picture
box above the image list. To add an image to the list, select the Browse
button, navigate to the desired image file and select ok. The Rename and
Delete buttons rename and delete a selected image on the image list.

It is recommended that background images be less than 256KB
in size. Larger images may take longer to load.

The mode setting determines how the background image will be fit into the
background.

Color sets the panel background color.
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4A Details E|
Background Settingz
Height| 500 =
Width| 800 =S

Mode | Stretch -
Calar |:| Select

el Browse...
CityS azk attan

CityRichmond
CountpCanada

|Cit_l,l8askattan

‘ Delete |

ok | Apply ‘ Cancel |

Figure 40 - Background Properties

6.4.2. Panel Control Property Form

There are several types of panel controls. Individual panel controls may be
customized to give the control more meaning. Panel controls represent COM
port connections to sites, devices, contact inputs, analog inputs, temperature
inputs and outputs. In most cases it makes sense to represent sites and
devices by a Boolean push button, contact inputs and outputs only have two
states and so they are best represented by a visual on or off using a
Boolean, and analog and temperature inputs have ranges and are best
represented by knobs and slides.

SelectingPandl-eUMEdCck Panel 06 from the mair
currently displayed panel and allows the individual panel controls to be

modified. While a panel is unlocked, the normal functionality of the panel

controls ceases. Selecting a panel control opens a form that shows the panel
control s display properties. On the toy
form is a drop down field of all the controls that belong to the current panel.

This drop down field, along with the previous and next buttons, is used to

navigate through the panel controls.

To select multiple panel controls, left click the mouse at some point on the

panel, then while holding the left mouse down, drag the mouse over the

panel controls you wish to select. Multiple controls can also be selected by

hold the keyboarddés Ctrl button down whi
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SystemNetwork\LACOMBEACOM3 - Disconnected\sPL 1
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Figure 411 Selecting Multiple Panel Controls With The Mouse
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Figure 421

<< Previous e ,W
Name | =
Name Display Color _
Show Name True 'l
Name Display Font arial, 8 |
Type Boolean 3
Style ‘WI:ED—]

Disable User Contral
Transparent Background
Background Color

Off Color

Off Text

Off Text Color

ITrue 'I
True ']

Multiple Panel Controls Selected
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Certain panel control properties are common for all panel control types.
Other properties are specific to a control type. The Disable User Control and
confirmation properties are only available if the control it represents is an
output. When the confirmation property is selected siteVIEW will prompt a
user for confirmation if the user turns the output on or off. The Disable User
Control option removes user control entirely. An administrator can set these
settings accordingly

The name of the panel control can be changed and shown or hidden using
the Panel Control Display Properties form. A panel control can be made
visible or hidden, or it can be deleted completely by selecting the delete
button. Panel control colors, types and styles are all changed using the panel
control display properties form.

Output 5 - Panel Control Properties X
<< Previous | Output 05 - et w3

Mame |Dutput 05

Mame Digplay Colar

Show MHame |True

Background Colar
Off Calar

Off Text

Off Text Colar
On Calor

On Text

On Text Colar
Top

Left

“width

Height

Vigible

Mame Dizplay Font }ﬁ.rial, a

Type |Boolean j
Dizable User Contral |Tlue j
Sityle | 3DRoundLED |
Traknzparent Background |True j

[100

| 260
|50
|50

|True

[ [ e

Delete

Figure 431 Panel Control Display Properties

6.4.3. Panel Control Types

Four panel control types are available in siteVIEW. The four panel control

types are: Boolean, slide, knob and display.
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Boolean

Vertical Toggle

~_~
S
o

)

A

Horizontal Toggle
(HToggle)

Square LED
(SquareLED)

Square Star LED
(SquareStarLED)

Round LED Round Star LED Round Push Button
(RoundLED) (RodStarLED) (RoundPushButton)

Square Push Button
(SquarePushButton)

.

Vertical 3D Slide
(V3dSlide)

Horizontal 3D Slide
(H3dSlide)

Vertical Slide
(VSlide)

=

Toggle On/Off
(ToggleOnOff)

Command OK
(CommandOK)

Bitmap (Bitmap)

=]

Horizontal Slide
(HSlide)

i

3D Vertical Toggle
(3DVToggle)

3D Square LED
(3DSquareLED)

3D Horizontal
Toggle
(3DHToggle)

q

3D Round LED
(3DRoundLED)

J

3D Push Button
(3DPushButton)

©

3D Vertical Rocker
(3DVRocker)

3D Horizontal
Rocker
(3DHRocker)

o

3D Vertical Slide
Switch
(3DVSlideSwitch)

3D Horizontal Slide
Switch
(3DHSlideSwitch)

3D Toggle On/Off
3DToggleOnOff)

3D Command OK
3DCommandOK)

3D Bitmap
3DBitmap)

Figure 44 - Boolean Styles of Panel Controls
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Boolean control types are used to represent on and off, or are used as
buttons. Properties specific to this control type include the off color, off text,
off text color, on color, on text and on text color.

Output 5 - Panel Control Properties
<< Previous || Output 05 - Mext »»

I arie

Marme Display Color
Show M ame

Marme Display Font
Type

Confirmation Required
Dizable User Contral
Style

Tranzparent Background
Backaround Color
Off Colar

Off Test

Off Text Colar

On Colar

On Text

On Text Color

Top

Left

Wwidth

Height

Vigible

|Dut|:uut 05

|

| Falze

Fn.rial, a

|Bnolean j
|True ﬂ
|Fal$e ﬂ
| 30T oggle |
|Tlue j

Delete

[160 =

| 260 =

[ =

|60 =

|True ﬂ
Cloze

Figure 45 - Boolean Element Properties

When Boolean control types are used torepre s e n t

Conditiond property bec

specifies the conditions when the Boolean control should appear on. When

omes

anal og

avail

these conditions are not met, the Boolean control will appear off. In Figure 46
i Analog Boolean Control Properties, three Boolean controls are used to
represent AAnalog 010.

anal ogds val

controlisset t o appear on when

ue i s above

The
i ts

t he

top Bo
high

ol ean
t hr es hc

threshold and above the low threshold. The bottom Boolean control is set to
be on when the anal ogds

v al

ue i s

bel

TASC Systems Inc. All Rights Reserved

Page 57 of 175

anal ogds

ow

\"

(

t



TASC siteVIEW 2.1 User Manual 050-015-0050 RO7

Analog 1 - Panel Control Properties

<< Previouz [ Analog 01 -

&3]

Analog 01

et » >

Hame |.-’-‘-.nalog m
Mame Display Color
Show M ame |False
tame Digplay Font }-‘llial, a8
Tppe |Boulean
In Range O
Style |3DSquareLED |
Transparent Backaround | True

(m]

Background Colar |

Off Colar

Off Text

Off Text Colar

Or Condition |Be|0w High and Above Low

On Calar |

On Test |In Fiange

On Text Color

Top | 264 =

Left [511 =l

‘width [100 =

Height a5 =

Visible | True |
Delete

Figure 461 Analog Boolean Control Properties

Doubl e
Boolean Control On Condition configuration form. Use this form to select
when the Boolean control should appear on.

Seltings

clicking on the AOn Condi't

Eoolean Control On Condition

High Threshold

Laow Threghold

Below High and abowve Low

ok Cancel

Figure 47 - Boolean Control On Condition

ono
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Knob
Knob control types are used to represent a range of values. Properties
specific to this control type include the foreground color, format string, axis
caption, axis maximum and minimum, axis inversion, and the start and end of
Knob (Knob) Dial (Dial) Horizontal Top Vertical Right
Gauge Gauge
(HTopGauge) (VRightGauge)
1]
2
2 4 B g
0 10 4
d B
a
s
10
Horizontal Bottom Vertical Left Gauge | 3D Knob (3DKnob) 3D Dial (3DDial)
Gauge (VLeftGauge) 5
(HBottomGauge) 10 4.0, F v
~ - 4 E
3"'\« .-'? - -
a ¥ - J
B 2- -8 -2 8-
4 - - " "
10 0 17 e ] 10
B ogy 2 2 0 10
]
3D Top Meter 3D Right Meter 3D Bottom Meter 3D Left Meter
(3DTopMeter) (3DRightMeter) (3DBottomMeter) (3DLeftMeter)
10
2
2 4 B og |
I i ;
= 4
2 /
PRSI

Figure 48 - Knob Styles of Panel Controls
the arc of values. The knob control type is represented as an arc.
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The format string is discussed in more detail at the end of this section. The

axis minimum and maximum specify the minimum and maximum values that

the knob will display. The axis can be inverted so that the numeric scale is

shown in reverse order. The arc start and end values determinet he ar c 6 s
span. When the arc start and end values are set to i 1 a default value is

used.

<¢ Previous ,W‘ MHext »>
Mame |.-’-‘ma|-:-g g
Marme Dizplay Calar
Show Mame |Tlue j
M ame Dizplay Fort lﬁrial, a8
Tupe |Knob j
Style | 3DKrob |
Tranzparent Background | Tiue ﬂ
Backaround Calar |
Foreground Calor | I
Format String |
Arc: Start |-1 ::l
#ie End E =
Auiz Caphion |
Az M aximurm [15.0 =
Ausis Minimum (0.0 =
Irwvert Axis | True j
Left/Bottom Ticks |True ﬂ
Right/Top Ticks |False -]
Inner Ticks | False j
Outer Ticks | True j
Major Ticks [ True |
Minor Ticks | True j
Major Tick Color
Minor Tick Color =
Tick Spacing |.t’-‘n.utnmatic j
Top | 340 =
Left 320 =
Width [100 =
Height [100 =
Yisible |Tlue ﬂ

Delete

Figure 49 - Knob Properties
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Slide

Vertical 1 (V)
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J

Horizontal 1 (H)

10

Vertical Pointer
(VPointer)
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0 —

Horizontal Pointer
(HPointer)

1

Vertical 2 (V2)
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(Thermometer)
10—

10
5
0
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o
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Figure 50 - Slide Styles of Panel Controls

Slide control types are like the knob control type since they are also used to
represent a range of values. Properties specific to this control type include
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the fore color, format string, axis caption, axis maximum and minimum, axis
inversion. The slide property is represented as a vertical or horizontal line.

The format string is discussed in more detail at the end of this section. The
axis minimum and maximum specify the minimum and maximum values that
the slide will display. The axis can be inverted so that the numeric scale is
shown in reverse order.

Display

<< Prewvious || Temperature 02 - Mext »»
WName |Temperature 0z
Mame Dizplay Calor
Show Mame |True j
Warne Dizplay Font }ﬁrial, g
Tipe [5lide -l
Style | 30HPointerSlide -l
Tranzparent Background |False j
Background Color |
Fareground Calor d
Farmat String |
Auis Caption |
Axis Maximum |4EI.EI :I
Sz Mirimum [100 =
Irvvert duis |False ﬂ
Left/Bottom Ticks [True -l
Right/Top Ticks |False -l
Inner Ticks | Falze ﬂ
Outer Ticks |True ﬂ
Major Ticks |Tlue ﬂ
Minor Ticks [True |
ajor Tick Color
Minor Tick Color =
Tick Spacing |.-’-‘-.ut0matic ﬂ
Tep GE =
Left [162 =
Width 455 =
Height [104 =
Visible [True |

Delete

Figure 51 - Slide Style Properties

Figure 52 - Display Style of Panel
Controls

Display control types are used to display humeric values using a text string.
Properties specific to this control type include the fore color and format string.
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The format string is discussed in more detail at the end of this section.

6.4.4. Format String

The format string that is available in the Panel Control Properties form can be
used to format the value the user sees.

.e Note: The format string is limited in its functionality and should only be used
to configure the panel control values as they appear on the screen. The values
that are produced as a result of the format string do not appear in the Log
Viewer or anywhere else in the system. To format the system value of an
analog input, configure the Formula value in the Device Properties form (see
Extra Device Configuration on page 49).

Analog 7 - Panel Control Properties

<< Previous || EE(NE
Mame Analog 07
Mame Display Calor |
Show Mame |True ﬂ
Mame Dizplay Font F«rial, g
Type |Disp|a_l,l j
Background Color
Format String (000
Foreground Color |
Top | 237 =
Left [20 :I
width |z78 =]
Height |1UD ::l
Yisible [True ~|

Delete Cloze

Figure 53 - Display Style Properties

The following are examples of the variables and components that can be
used to form a Format String.

1 . (decimal point) - specifies the beginning of the number within the
label. Use # and 0 to the right of the decimal point to specify the
precision. If you do not include a decimal point in the format string, a
decimal point is assumed to be the first character in the format string

1 O - specifies the precision to the right of the decimal point. For
example, ".#0" always produces two digits to the right of the decimal
point, even when given an exact number such as 1.0

1 # - specifies the precision to the right of the decimal point. For
example, ".##" produces up to two digits to the right of the decimal
point. Thus, 1.0 produces 1, while 1.025 produces 1.03

1 e, E - specifies exponential notation. "E" specifies the capital letter,
while "e" specifies the lowercase letter

1 *nn - scales labels. For example, ".*10" prints the value 1.0 as 10
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9 +nnor -nn - offsets labels. For example ".+20" prints the value 1.0 as
21

1 k- specifies symbolic notation. For the format string ".k", 1.0 prints as
1, 1000 prints as 1k, and .001 prints as 1m

1 "text" - specifies to add text to the label. For example, '."V" adds a V
to the right of every label. Thus, 1.0 becomes 1V

1 $, % - specifies to print these special characters

The following are two useful format string examples:
1 Celsius to Fahrenheit Conversion

Note that this conversion is not necessary if your temperature sensor is
already set up to use Fahrenheit units, however this example demonstrates
how to use the format string.

Using the equation °F = (1.8) °C + 32 to calculate the Fahrenheit value, a
format string of *1.8 +32 would be used and would result in the following:

Temperature 1
04—

B3

32

40

Figure 54 - Celcius to Fahrenheit Conversion

1 Adding Text
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Using the previous example for converting Celsius to Fahrenheit, adding the
string "°F" to the format string would become *1.8 +32 "°F" and would result
in the following:

Temperature 1
104 *F—

63 °F

32°F

4°F

40°F

Figure 55 - Adding Text to Format String

.e Note: To add a degree symbol ( °) to your format string, hold the ALT key
down and type the number 0176, or refer to t
special characters to copy and paste into si
included with the Microsoft Windows operating system and can be accessed
from the windows start mei>hAccesgorisse>Systemnni ng APT
Tools-=>Char acter Mapo.

1 Fahrenheit to Celsius Conversion

To convert Fahrenheit to Celsius using the equation °C = (°F i 32) / 1.8, the
format string would be T 32 *0.5556, where 0.5556 is the inverse of 1.8.

.E— Note: There is no division operator available with the format string field. So the
user must take the inverse and multiply. Also there must not be any space
between the operator and the number, so if you want to add 32, you must write
+32, and not + 32. Lastly, you cannot use operators more than once, so you
can write *1.8 +32, but if you write +4.2 *1.8 +32, the first value is ignored.

6.4.5. Adding Controls to a Panel

It may be useful to have multiple components on a panel that represent the
same input or output. For example, it may be useful to show an analog or
temperature value as a dial or thermometer, and at the same time have a
text representation of the same information.
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To add controls to a panel, fi>Siet unl oclk
>Unl ock Panel o from the main menu. Whil e
i EebBite-Add Panel Control o to lopefnotme A Ac
Ensure the control is being added to the correct panel, then choose an input

or output from the 1/O list and select the add button.

Add Panel Control ]

Select Contral

Server|

Port |

Device |

[
-
[

Add | Cancel |

Figure 56 - Adding I/O to a Panel

The new control will appear in the top left corner of the panel. Move the
control to the desired location and change the control properties as needed.

It may be useful to have two panel controls representing the same output. By
disabling user control on one of the outputs, the disabled control will show
the actual device value. Whereas the control that allows user control would
be out of sync with the device starting from the time a user changes the
output until the device response is received.

o =l
<< Previous || Output 07 j| Mewxt »>
MName Output 01 A
Show Mame |False ﬂ
Mame Display Font P«riaL 8 |
Tupe |Boolean j
Style [3DwT oggle -l
Confirmation Required |True j
Dizable User Control |False ﬂ
Cutput 01
Background Color
. Off Color

3 o off0fTest [

3 J Bl on Colar

9 o of|On Test |
Tap [452 =
Leit |5 =
width [&0 =
Height &0 =
Yisible [True x>

Delete Cloze

Figure 57 - Panel Control Properties
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6.4.6. Panel Import and Export

A panel may be exported to a file and re-imported later into the same panel

or into a different panel. If any differences exist between two panels, those

differences are ignored. For example, if a panel file that contains a

temperature input control is imported into a panel with no temperature input

to match, the resulting panel will not contain a temperature input control. The

i mport and export functionali tRanel-an be &
>l mport Pan-ePadel-abixdp dirEtdi Ranel 06 respective

6.5. Alarm Conditions

Alarm conditions can be configured for individual inputs, outputs, or devices.

Alarm conditions can also be configured to alarm when a device is
unresponsive.

A user can then manage alarms by taking necessary actions as defined by
procedures or the instructions associated with the alarm.

6.5.1. Alarm Condition States

Alarm conditions set boundaries for inputs or outputs, allowing the user to be
notified when the value goes outside this boundary. When the value is
outside the alarm condition& boundary, the alarm has then been triggered
and the user is notified.

Users can acknowledge and clear alarms, hence possible alarm status
values are Ceased, CeasedAndAcknowledged, CeasedAndCleared, Active,
ActiveAndAcknowledged and ActiveAndCleared.
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Active

»
>

4

Active and
Cleared

e it

Active and
Acknowledged

Ceased and
Acknowledged

==l Alarm Condition Active

== op Alarm Condition Ceased

==l Alarm Condition Cleared

& siteVIEW
‘ - Ala rm States mmlp- Alarm Condition Acknowledge

== o Alarm Condition Acknowledge Remove

== o Alarm Condition Clear Remove

Figure 581 siteVIEW Alarm Condition States

6.5.2. Configuring an Alarm Condition

To configure an al ar m, sel ect a tr
Selecting a tree node under the fAG
of configured alarm conditions.

ee nooc
roups

Sel ecti-vAd arBd iCtonf i gurationdo from the ma
configuration form. From this form a user can create new alarm, and delete
or modify existing ones.

When creating an alarm, ensure the server, COM port, device and device 1/O
are selected correctly. Changes made to the alarm configuration form do not
take effect until the update button is selected or add is selected while
creating a new alarm condition.

The alarm severity is used to place importance and priority on alarms. Three
alarm severity options exist: Minor, Major and Critical. Minor alarms are the
least severe and Critical alarms are the most severe. The different alarm
severities are color coded in the alarm status panel. By default active critical
alarms appear red, active major alarms appear orange and active minor
alarms appear yellow. Ceased, acknowledged and cleared alarms appear
grey in color. These colors are configurable (See Global Alarm Notification
Settings, section 6.5.3 on page 76, for information on how to change alarm
severity colors).
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An alarm can be enabled or disabled by changing the Enabled option.

The type and number fields indicate the input or output the alarm condition
applies to.

The alarm conditions for a contact input or an output have only two choices
and that is On or Off. In other words an alarm can be set to trigger when the
input or output is on or when it is off.

Alam Properties
Server COM Site | J Device | J 120 ‘ J
Severity | Minor - ¥ Enabled Type |Analog Mumber |3

|Is Less Than j

joray

|Is Greater Than j

[4.00v

Details

Natification
Server |Serverl hd

Mew |

| Delete ‘

COM Site |F'nncs George ﬂ Device |SIaveNDMapplngj 1/0 ‘--AII -

=

| COM Site

18] ‘ Server

‘ Device ‘ 120

| Type | MNumber ‘

Sevenity | Condition

34
35

Serverl Prince Ge.
Fiince Ge...

Serverl
5 Prince Ge...

Server]

Slavelota. . -
Output 01
Analog 09

SlaveNoMa...

SlaveNoMa...

Minar
Minor

Output 1
E] Minor

Analog il

Non-Responsive
iz off

Figure 59 - Alarm Configuration Form

The analog or temperature input alarm conditions are based on the low and

high

t hreshol

ds

of t he

devi

cebs i

nput,

details form and displayed as read-only fields in the alarm configuration form.
v a ltheesholds,rthe deviee shenmatifes o f i

When a
siteVl

n
EW of

i nput 6s

t he

change.

The

al arm

above a threshold, below a threshold or the threshold change can be

ignored.

can

To configure an non-responsive device alarm, select the desired device and
select no I/O. Then whenever the device does not respond to a request from
siteVIEW, the alarm will trigger. The non-responsive site alarm does not
cease until a successful request/response transaction occurs. An non-

responsive device alarm alsot r i gger s

when

the de

becomes unavailable. Disabling a port or device does not cause an non-
responsive device alarm.

The alarm details are useful for providing instructions to the user when the

alarm occurs.

The list on the bottom of the alarm configuration form displays alarm
conditions. Select an entry from the list to see the alarm condition details. If
an alarm condition does not appear on the alarm condition list, ensure the
filter is selected correctly.

Vi
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6.5.2.1.

Analog and Temperature Sensor Alarm Conditions

Unlike Digital Inputs/Outputs and Device (Non-Responsive) alarms, Analog
and Temperature sensor alarm conditions can be set configured in multiple

ways:
Low Condition High Condition Comment
Case Setting Setting
A LT (Less Than) GT (Greater Than) [Used for fiexcl usi on
B LT LT Note: Only High condition is considered
C LT Ignore Single alarm condition
D GT GT Note: Only Low condition is considered
E GT LT Used for dAinclusion
F GT Ignore Single alarm zone
G Ignore GT Single alarm zone
H Ignore LT Single alarm zone
| Ignore Ignore Note: No alarm conditions considered

6.5.1. Alarm Management

Alarms may be managed using siteVIEW interface options.

6.5.1.1. Show Cleared Alarms

Upon startup of sited&l EWarmbde aphowanCl acx
Alarm list, is enabled. This flag determines if Active and Cleared alarms are
displayed.

COM6 siteRSM 002 15-Aug-13 3:35 PM
5 |ID:2 - Active
_JMinor Alarm - Analog 01
COM6 siteRSM 002 15-Aug-13 3:25 PM
» |ID:1 - ActiveAndCleared
_JMinor Alarm - Input 08

Clear All Ceased Alarms
IMI

v Show Cleared Alarms

History

Figure 601 Alarm Management

Show Cleared Alarms
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6.5.1.2.
Fr om
alarms.
6.5.1.3.
Fr om
alarm list.

t he

2

Clear All Reported Alarms

Al a rear All Alasnts,0

CM6 siteRSM 002 15-Aug-13 3:35 PM

ID:2 - Active

_JMinor Alarm - Analog 01

usoe ci @lar

COM6 siteRSM 002 15-Aug-13 3:29 PM
S ot - ad

Minor Alz Alarm Details
Clear Alarm

Acknowledge Alarm

Clear All Ceased Alarms

Clear All Alarms
v Show Cleared Alarms

History

t he

CM

2

Figure 611 Alarm Management

Clear All Alarms

Clear a Selected Alarm

Al arm | ist,

6 siteRSM 002 15-Aug-13 3:35 PM
ID:2 - Active

_JMinor Alarm - Analog 01

NnCl ear

CM6 siteRSM 002 15-Aug-13 3:29 PM

5 |ID:1 - a¢
__IMinor Alz

Alarm Details

Clear Alarm
Acknowledge Alarm

Clear All Ceased Alarms
Clear All Alarms

Show Cleared Alarms

History

Figure 621 Alarm Management

Clear a Selected Alarm

al

Al

act

ar mo
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6.5.1.4. Acknowledge a Selected Alarm

Fr om

t he

Al arm | ist, use

alarm from the alarm list.

6.5.1.5.

Fr om

CM6 siteRSM 002 15-Aug-13 3:35 PM
5 |ID:2 = Active

Minor Alarm - Analog 01

CM6 siteRSM 002 15-Aug-13 3:29 PM

5 |ID:1 - a¢ .
" |Minor A1z Alarm Details

Clear Alarm

Acknowledge Alarm

Clear All Ceased Alarms
Clear All Alarms
v Show Cleared Alarms

History

AAcknowl edge

t he

Figure 631 Alarm Management

Acknowledge a Selected Alarm

Clear All Alarms for a Device

Sites tree, s el

clear all active alarms for the selected device.

mmscmvtswm«pﬁsez.o- |

Connect Edit View Tools Help

ect

> By s | =
Refresh Unlock || Stes | Alarms | Comm | View | History
E-© System COM6 siteRSM 002 15-Aug-13 3:29
£ Groups 5 B2 - Active
B5-@ Network Minor Alarm Input 08
£-@ GRANDFORKS
=-@ CoMé
Y5 o
Copy to Group
Delete
Rename
Manual Poll »

Clear All Alarms for Device
Disable Device

Alarm Configuration
Polling Configuration

Site Mapping Configuration
History

Properties
User Access

Figure 641 Alarm Management

Clear All Alarms for a Device

a devi

c e
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6.5.1.6. Clear All Ceased Alarms

From the Al arm | i st, use nNnClear Al Ceas

al ar ms. This wil|l return the alarm condi
normal state.

CM6 siteRSM 002 15-Aug-13 3:35 PM
5 |ID:2 = Active

_JMinor Alarm - Analog 01
COM6 siteRSM 002 15-Aug-13 3:29 PM
5 |ID:1 - Ad B

* IMinor Ald Alarm Details

Clear Alarm

Acknowledge Alarm

IClear All Ceased Alarms l

Clear All Alarms
v Show Cleared Alarms

History

Figure 651 Alarm Management

Clear All Ceased Alarms

6.5.2. Alarm Specific Reporting Options

Selecting the notification button opens the Alarm Reporting Options form.

The alarm condition specific options can be configured from the Alarm
Reporting Options form.

Sounds

Selecting the sound tab from the Alarm Reporting Options form allows the
selected sound and play interval to be changed. The selected sound file will
play on the event the alarm is triggered.

If an alarm is selected the sound interval can be changed. The play interval

determines the length of time siteVIEW will wait before replaying the sound
file.
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4E Alarm Reporting Options E|

Sound ] Text To Speech] Hacipiemts}

Available Sounds

noie Browse..
doorbell
firetruck Play

Delete

ddgad

|nolily

Selected Sound

Mame: |notify

Play Interval |=1 ::I minutes |59 ::‘ seconds

Ok Cancel

Figure 661 Alarm Sound

From the sound tab, sound files may be deleted, renamed or sampled, and
new sound files may be loaded. siteVIEW is capable of playing most
common sound file types including wave (.wav), midi (.mid), mpeg layer 3
(.mp3) and windows media audio (.wma).

Text to Speech

Selecting the AText To Speechd tab from
allows the spoken message and play interval to be changed. The specified

text string will be spoken through the ¢
alarm is triggered.

The play interval determines the length of time siteVIEW will wait before
replaying the message.

TASC Systems Inc. All Rights Reserved Page 74 of 175



TASC siteVIEW 2.1 User Manual 050-015-0050 RO7

4 Alarm Reporting Options El

h i Recipients }

Canfiguration

Message

‘et Site temperature iz koo high

| se |
[ Enabled
Play Interval |0 :CI minutes |'|5 :I seconds
Settings
ok Cancel

Figure 67 1 Text to Speech

Recipients

Recipients are users who receive notification of the alarm. Selecting the
fiRecipientsdo tab from the Al arm Reportir
alarm recipient list to be updated. The selected recipients will be notified

whenanalarmoccur s. The Userdés notification o
the AUser Administrationd form bElene Man:z:
page 37).

If the Notify SNMP Agent is selected, the SNMP Manager will be notified
when the alarm occurs. The SNMP Manager is configured within the Global
Alarm Notification settings area.

Ki: Alarm Reporting Options S @

Sound 1 Text To Speech

Select
Excluded Included

svadmin

¥ Motify SNMP Agent

OK Cancel

Figure 68 - Alarm Recipients
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6.5.3. Global Alarm Notification Settings

By default, when an alarm is cleared, it no longer shows in the alarm panel.
However, by s®28fkRocwi GlgedVeed wAl armso from
you may show or hide cleared alarms.

Sel ecti A>g NioTtoiofliscati on Settingsd from th
Notification Configuration Form. From this form, global alarm notification
options may be set that apply to all alarm conditions.

Display Settings

Selecting the ADiIi splay Setthemlgrpandl ab al
colors for the different alarm severities.

Motification Configuration

Display Settings ]Ema\l ] Pager ]

Alarm Colars

citcat [ Seteot
Major |— Select
Minor | Select
Ceased or Cleared: |— Select

Apply ‘ 0K | Cancel |

Figure 691 Notification Configuration i Display Settings

Email

Email alarm notifications are only available if the security key has been
configured to allow Email as a siteVIEW option. However, the email page is
still available even if email is not enabled in the system for password
recovery purposes. Specify an SMTP server that will serve as the default
SMTP server during password recovery.

Selecting the AEmail o0 tab all ows a wuser
server, the retry interval, the default email message template and the default

recipient email addresses. This form also allows the user to test the email

reporting system by sending test emails.
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Netification Configuration @

Display Settings Email IPagEr ] HEE‘[S‘ﬂ'IE] SNMP]

Outgeing Mail
Server (SMTP): |sn1tp gmail com:587

SMTP Account Name: |myemai|@gmail.com

Passwiord:

mygmailpassword)| ¥ Enable SSL

Name: |Recngnizahle Mame

From E-mail: |mygmailid@gmai\.com

Email Test

Te: |snmaonaiknow@gmawl com

This is a test e-mail from TASC site VIEW 2.0

Default Recipient Email Addresses

Critical:|

Major.l

Minor: |
Options

= = . Default email
Retry Interval: |0 3 hours |30 =X minutes E"uesggnga;. Edit

0K Cancel

Figure 70 7 Notification Configuration i Email

The outgoing mail SMTP Server is the email server that will be used to send

email. This can be any SMTP server that the Alarm Notification Handler has

access to. If the server resides on the same computer as the Alarm

Notification Handler, t hen t he server camld®. GelQ. B&
or even the DNS name of the computer the Alarm Notification Handler

resides on. A remote server can also be specified.

The outgoing mail name is the sender name that will appear on all out going
emails from siteVIEW. A valid From email address must also be supplied for
the SMTP server to authenticate that the email is being sent from a valid
email account.

To use siteVIEW with third party email services which require a

@ secure connection, ensure that Enable SSL is selected and the
specific port number is appended to the Server (SMTP) name.
For example, to use Sewer¢gOMéER) s (
would be smtp.gmail.com:587 and the Enable SSL option
would be checked.

The email test section allows a user to test the outgoing mail configuration by
sending a test email to a specified email address.

The default recipient email addresses allows for system wide emails to be
sent based on the criticality of the alarm that initiated the email. Each
criticality can have one or more email addresses separated by a comma or a
semi-colon.
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The retry interval indicates how often the email will be resent. The email will
continue to be sent to the recipient until the alarm has ceased or been
acknowledged or cleared.

Pressing the AEdi to button opens the Not
Notification Message editor, the siteVIEW alarm notification email can be

modified. The left side of the form can be edited and the right side of the form

displays an example of what the alarm email will look like. A column of

buttons is located down the center of the form. When any of the buttons are

pressed, a predefined field tag is inserted into the message. For example,
pressing the but tooni nlsaebretlse d hiieAlaa ramm m O d
message in the form of A<ALARM_ID>.0 Thi
replaced with the actual alarm id before the email is sent.

Notification Message [

Alarm Matification Message Previgw

Subject | StEVIEW Alarm Natifisation - Alarm (D: <ALARM_ el [siteIEW Alatm Motification - Alarm 1D: 933359

Body: | This iz an automated email alarm notification fr Shatus Thiz iz an automated email alarm notification from zitel!

Previous Statuz

ALARM INFORMATION Alarm Severity ALARM INFORMATION
Alarm 1D <ALARK_ID> Alarm Time Alarm 1D 399939
Severity: <SEVERITY: Sewerity: Critical
Server <SERVER_NAME:» Alarm Reazon Server: Server 1
Site: <SITE_MAME: - Site: E aztlake
Device: <DEVICE_NAME > Alarm Details Device: Shed
10 Mame: <I0_MAME > |0 Narme: Roam Temp
|0 Tppe: <I0_TvPE> server Name |0 Tppe: Temperature
10 MNumber; <|I0_HUIMBER: Site Mame 10 Number: 4
Alarmn Tirne; < TIMEST AP Alarm Tire: Tuesday, Movermnber 10, 2009 1:30:46 Pt
Alarm Reason: <REASOMN: Device Name Alarm Reason: Temperature value iz too high
Detailzs: <DETAILS> Detailz: zend technician to investigate
1/0 Mame
<PREYIOUS_STATUS: - <STATUS: CeazredtindCleared -» Active
1/0 Type
£ » 140 Munnber ¢ »
QK. Cancel

Figure 711 Default Email Message Editor
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Pager Settings

.e Note: Paging is only available if the security key has been configured to allow
paging as a siteVIEW 2.1 option and it is only available as an option in a
siteVIEW Enterprise 2.1 system.

Selecting the APagero tab allows a wuser
modem line, the retry interval, the numeric paging message and the default

recipient pager numbers. This form also allows the user to test the pager

reporting system by sending test pages.

Notification Configuration

Display Settings | Email  Pager

Outgoing Calls

Madem Line: | Conexant D480 MDC V.92 Modem ~|O

Pager Test

Pager Number: |3 6045551515 Send

Default Recipient Pager Numbers

Critical: I
Maior:l

Minor: |

Options

F}elrylnterval:l—ﬂ—’_:‘_i hours [—E minutes
Numeric Paging Message: | 12345678301

Apply l 0K ’ Cancel

Figure 727 Notification Configuration i Pager Settings

The outgoing modem line is the modem line that will be used to send pages.
This can be any modem line that is configured on the Alarm Notification
Handler computer.

The pager test section allows a user to test the outgoing pager configuration
by sending a test page to a specified phone number.

The default recipient pager numbers allows for system wide pages to be sent
based on the criticality of the alarm that initiated the page. Each criticality can
have one or more pager numbers separated by a semi-colon.
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Note: Do not use a comma to separate pager numbers, as acomma is
.E- used to indicate a pause when dialing a number.

The retry interval indicates how often the page will be resent. The page will
continue to be sent to the recipient until the alarm has ceased or been
acknowledged or cleared.

FleetSync Settings

.e Note: FleetSync is only available if the security key has been configured to

allow FleetSync as a siteVIEW 2.1 option and it is only available as an option in

a siteVIEW Enterprise 2.1 system.

Sel ec

ti

ng the AFI eet Sy n c é&thetoatdoingg! | ows

FleetSync notification options.

Notification Configuration

el

Ciptions

Display Seﬂings] Email ] Pager |

Jswwe |

Default Recipient Radios

Critical:|

Major: |

Minor:|

Retry Interval: |0 El: hours |30 El: minutes
Default FleetSync message: Edit

Edit

Edit

Edit

0K

Cancel

Figure 731 Notification Configuration i FleetSync Settings
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SNMP Settings

.e Note: SNMP is only available if the security key has been configured to allow
SNMP as a siteVIEW 2.1 option and it is only available as an option in a
siteVIEW Enterprise 2.1 system.

The SNMP notification feature allows siteVIEW to send a SNMP v2 Trap to a
SNMP-capable manager i for example, a Network Operations Center
software system.

Sel ecti ng takhadowsialibeMe® donfigure the outgoing SNMP
notification options.

Motification Configuration @

Display Seﬂings] Email ] Fager ] Fleet Sync

Settings
Manager
Address: [192.168.0.144
Port: |162
MIE: [steView |
Test Trap

Send

oK | Cancel

Figure 741 Notification Configuration i SNMP Settings

TheSNMP-Settings section defines the SNMP
of Address and Port number. Use the MIB dropdown to select the SNMP MIB
file to be used.

To test SNMP trap, usethe SNMPT Test Trap sectionébés Sen
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6.6.

Automated Polling

Automated Polling is used to check the status of selected devices within the

network at scheduled intervals. This is used to ensure that
remote locations remain within acceptable parameters.
To configu [
a tree no
configured polling.

re pol |l ng, sel
de under the AGro

Sel ecti-nBolilEidnd Configurationo

conditions at

configuration form. From this form a user can create polling schedules, and

delete or modify existing ones.

Changes made to the polling configuration form do not take effect until
Update is selected after making changes to an existing polling schedule or

add is selected while creating a new polling schedule.

4H Scheduled Polling Configuration El
Scheduled Poll Properties
Type | DeviceStatus = Excluded Included
Every [12 =] [How hd LACOMBE Addal | [LACOMBE
+++COMS 5 ~=+COM1
Mon Tue Wed Thu Fri  Sat Sun +=+=SlaveM o apping 1 ssagPl 1
(T 2 I T I I +++ 1592 168.0.70:3011
esesPL 1

Statting | Jun 20, 2007 @ empn = #

Endng [Fiun 21,2007 =] @ | 430PM  — :

Eee] Remove Al

Mew | Update | Delete ‘
Server |LACOMBE  ~|  COMSite [192168.0.70:30 v| Device |sPL1 |
| Sub Command | Frequency ‘ Start Date | Start Time | End Date | End Time |
Allanaloglnputs every 1 Day B/20/2007 4:30 P naone none
DeviceStatus every 12 Hours /2042007
Alldutputs everp 1 Day E/20/2007 431 P none none
AllContactinputs every 1 Day B/20/2007 4:31 PM none nohe
AllTemperaturelnputs every 1 Day B/20/2007 4:31 PM naone none
Clase

Figure 75 - Polling Configuration Form

A scheduled poll tells siteVIEW to communicate with a device at a specified
time. The type of communication depends on the type selected. Available

scheduled poll communication types are:

i DeviceStatus: retrieves the device status. This ensures that siteVIEW

has not lost communication with the device. Also it allows siteVIEW to

detect if any device configuration has changed. If a

change in device

configuration is detected, siteVIEW will automatically download the

new configuration settings.

91 DeviceStatus is also the option to choose for pinging a device.

st eVI EW wi | | t hen

ping
1 AllContactinputs: retrieves the contact input values.

for t he

devi
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AllTemperaturelnputs: retrieves the temperature input values.
AllOutputs: retrieves the output values.

AllAnaloglnputs: retrieves the analog input values.

=A =4 =4 =

MinMaxLogCount: retrieves the min/max log count. If the returned
value is more than zero, siteVIEW will automatically download and
clear the min/max log.

1 SampleLogCount: retrieves the sample log count. If the returned
value is more than zero, siteVIEW will automatically download and
clear the sample log.

I RealTimeClockRam: retrieves values stored in the real time clock
(RTC) random access memory (RAM). The data logger timers are
stored in the RTC RAM.

A scheduled poll has an interval. This interval specifies how often the
scheduled poll is to occur. An interval of every two hours will cause the
scheduled poll to occur every two hours for the selected days, starting from
the start date and ending on the end date. The scheduled poll end date can
be set to never end by removing the end date option. If the selected interval
is in minutes or hours, an end time may be specified. If an end time is
specified but no end date is specified, the scheduled poll will occur
indefinitely but only between the specified times each day. An end time
cannot be specified if the time interval specified is day, week, month or year.

Scheduled polls without the Enabled option selected will not occur, but can
be re-enabled by selecting the Enabled option and then selecting Update.

In order for a scheduled poll to occur, at least one device must be assigned

to the scheduled poll. There are two list-boxes in the scheduled poll form,

each showing a list of Communication Services, along with the

Communication Servicebs COM por t s esxcondectédhoghoste vi ¢
COM ports. The Excluded list contains devices that will not be included in

this scheduled poll; whereas the Included list contains devices that will all be
polled at the scheduled time. After including or excluding devices in the
scheduled poll the update button must be selected in order to Update the
schedule poll.

Deleting a scheduled poll permanently deletes the scheduled poll for all
devices associated with the scheduled poll.

The list on the bottom of the scheduled polling configuration form lists
existing scheduled polls. Clicking on an entry in the list shows the schedule
details. If a scheduled poll does not appear on the scheduled poll list, ensure
the device filtering options are selected correctly.

6.7. Site Mapping

Toconfiguresi t e mapping, select a tree node u
Selecting a tree node under the AGroups:«
of site mapping.
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Selecti-ngi th&edMapping Configurationo
site mapping configuration form. From this form a user can map outputs to
any other input or output which is monitored by siteVIEW. The site mapping
configuration form is also used to delete or modify existing mappings.

Changes made to the site mapping configuration form do not take affect until
update is selected after making changes to an existing output mapping or
add is selected while creating a new output mapping.

An output mapping tells siteVIEW to turn on or turn off a specified output
based on the result of some other input or output in siteVIEW.

A site Mapping Configuration @
Site Mapping Properties
Input Condtion
Server | | coMsis | | Devics| = o =l

Condition|IsLess Than =] [5.30 [lsLess Than  —|[1200

Number[T

Type [nalog

Output Action
Sever |LACOMBE =]

Action| Tum Df -

COM Site [ 192.168.0.70:30 v |  Devica[sPL1

=] Output [Output 01 ~|

¥ Enabled New Delete

Sever |LACOMBE =] COMSie [1921680.70:30 v | Device|sPL1 = o | -

Taiget Sever | Tag
LACOMBE 192

Server COM Site_ | Device
192.168.0...

140 Mame Type Number | Condition

LACOMEE

< >

Cose |

Figure 76 - Site Mapping Configuration Form

.e WARNING: Site Mapping cannot occur if siteVIEW loses its connection to the

mapped device. If the target device is unreachable then no output event can
occur.

The input condition is specified for a specific server, COM port, device and
input or output on that device. When the input or output condition occurs,
siteVIEW is then to take the specified output action. An input condition can
occur when an input or output is turned on or off, or an input condition can
occur when an analog or temperature value is less than or greater than one
of its thresholds.

The site mapping condition form allows a user to modify, delete and enable
or disable site mappings.

The list on the bottom of the site mapping configuration form displays site

mappings. Select an entry from the list to see the site mapping details. If a
site mapping does not appear on the site mappings list, ensure the filter is
selected correctly.
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6.8. User Access

Selecting AEBdlisttr Accessodo from the main menu
configuration form. The User Access form is only viewable by an

administrator. The User Access form allows administrators to restrict access

of other users to parts of the system. This way different users can be

assigned to different parts of the system and can only see the parts that they

are assigned to.

By default, all users have access to different parts of the system and they
must be manually denied access to various parts of the system.
Administrator users cannot be given restricted access and so they will always
have access to all parts of the system.

M User Access §|

Setup

Usars
Sites.
= [t system Excluded Included
testuser [Test Accaunt)

+ @ Fiince Geoge Add Al
@ Vancouver
2 Sever?
-2 Serverd

>
<
£S5

ok | amk Cancel

Figure 771 User Access Configuration
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7. MONITORING AND CONTROLING DEVICES

Once devices are configured they are ready for monitoring and control.
Monitoring and control using siteVIEW includes viewing the current status of
devices, controlling device outputs and responding to alarms.

siteVIEW does not exit completely when the siteVIEW user interface is

closed (by selecting the close button in the top right corner of the main

application form). Instead siteVIEW is minimized to the system tray. To exit

the siteVIEW user interfaesBExcompl et ¥l W
from the main menu. Once siteVIEW is closed, the Data Handler,

Communication Service and Alarm Notification Handler continue to function.
Communication with the configured sites, auto polling, site mapping and new

status information returned from the device all continue to occur even though

the user interface has been closed.

.E’ Note: Even though the User Interface may be closed, monitoring, alarm
reporting, scheduled polling and Site Mapping continue to occur for the rest of
the User Interfaces connected to the Data Handler

7.1. Device Inputs and Outputs

siteVIEW can monitor several types of inputs and outputs. Those inputs and
outputs can be represented in different meaningful ways.

Panel control outputs can be turned on and off, but inputs cannot be
changed. Outputs may be controlled if the user has the required access
rights.

.e— Warning: When controlling outputs, the value displayed on the panel
will be different than the actual output value while the command is
being sent.
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Figure 78 - Site Panel Example

7.2. Alarm Handling

Alarm conditions pertain to input and output values. When an alarm condition
occurs, an alarm is triggered and the siteVIEW user is notified in several
ways. Visually, the affected input or output Panel Component will blink on
and off, the associated navigation tree node displays an alert icon and an
alarm is added to the alarm panel.

nE

< Alarms

Minor flarm - 5CL Contact

- TASC siteVIEW 2.0

WARNING: the 3DCommandOk and 3DToggleOnOff Boolean control styles do
not blink during an alarm condition.

COM3 sPL 1 Tuesday, Nowvember 10, 2009 1
, |ID:4 - Active

COM2 sPL 1 Tuesday, November 10, 2009 1
o |ID:3 - Active
__|Minor Alarm - Output 01

COM3 =PL 1 Tuesday, November 10, 2009 1
ID:2 - Active
Minor Alarm — Analog 01

Critical

Major Minor

0

0|3

Figure 79 - Alarm Pop-Up Notification
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If siteVIEW is minimized when an alarm occurs, the siteVIEW system tray
icon will display a blinking alert icon and an alarm pop-up screen is displayed
above the siteVIEW system tray icon, in the bottom right area of the screen.
The pop-up screen can be displayed manually from the main menu by

sel ect i-rShowAlaimePop-up Wi ndow. 0O

If the triggered alarm has a sound file associated to it, the sound file will play
while the alarm is active or until the user mutes the alarm sound.

The alarm popup form displays a summary of active alarms. Whereas the
alarm panel displays all active and inactive alarms that have not been
cleared. Each entry of the alarm popup form and each entry on the alarm
panel have a find button with a question mark on it. Selecting the find button
navigates the user to the device where the alarm occurred, and the device
panel is displayed.

Each alarm entry on the alarm panel and alarm popup displays information
about the input or output where the alarm has occurred. Performing a double
mouse click on an alarm panel entry displays the alarm details form.

Alam 1D |36 Sepeer |Semer] COM Site |Frince George Device |SlaveMobapping
Alarm Details
140 |.~’-‘-.nalog 09 Type [&nalog MNumber ,9_

Condition |[value < 075 or [value » 4.00)

Last Update |Mnnda_l,l, January 01, 0007 12:00:00 &k

Alarm Options

Sound

Status |.~’-‘-.ctive

Action |GGG -

Cloze

Figure 80 - Alarm Details Form

The Alarm Details form gives details of the alarm location, the time the

alarmdés status | ast c haamng &he Daaiisdielddse t ai | s
useful for providing instructions to a user in the event that the alarm is
triggered.

If an alarm has a sound file associated to it, selecting the mute button stops
the sound from playing until the alarm has been triggered again. The snooze
button causes the alarm sound to stop and not resume again until five
minutes later. If within those five minutes the alarm condition ceases, the
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shooze is interrupted and the sound will not occur again until the next time
the alarm is triggered.

The status of the alarm is displayed in the status field. A user can change the

status of the alarm by selecting an action and then selecting the Set button.

Active alarms can be cleared or acknowledged. Acknowledging an alarm

causes the alarm to remain in the alarm panel, but all other alarm indications

stop. Clearing an alarm removes the alarm from the alarm panel completely.

But selec*Smgwid@lieanr ed Al armso causes cl
displayed on the alarm panel as well.

Alarm panel entries have different colors based on the alarm severity and
status. Critical alarms appear with a red background, major alarm
backgrounds are orange and minor alarm backgrounds are yellow. When an
alarm has become inactive or when an alarm is cleared, the alarm panel
entry background turns grey. The background of an active alarm blinks when
the alarm is neither acknowledged nor cleared.

7.3. Manually Polling the Devices in the Network

Options exist that allow a user to manually initiate a poll. This allows the

operator to retrieve the current status of the selected unit at any time. To

perform a manual pol-+PMaerluakt Pohkedosubmer
Selecting the manual poll button on the tool bar can access the same

functionality.
XA TASC siteVIEW 2.0

Connect  Edit  View Tools Help

8 | B B ©

Fefresh %Unlnck Sitez | Alarmsz
Status Refresh

Configuration Refresh
Full Refresh

Figure 81 - Manual Poll Options

Sel ect i-*Manudl Potl-» 8t at us Refreshod causes sit
the status and I/O values of all devices under the currently selected node.

For instance, if a Server node is selected then all COM Ports and their
respective devices will be polled.

If a COM Port Node is selected then all devices within that COM Port will be
polled.

If a device node is selected then only that particular device will be polled.
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A status refresh retrieves anfiguwationceds st
refresh retrieves the devicebds configur e
the functionality of a status refresh and a configuration refresh combined.
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8. LOGGING

Each time an alarm occurs, or an I/O value changes or communication with a
device occurs, siteVIEW records the event in a log. This is known as
siteVIEW logging.

Some devices also have logging of their own. This kind of logging is referred
to as device logging. Device logging is currently only available for the TASC
siteCOMMANDER device type and is not visible in systems that are not
configured to support site COMMANDERS.

The | og viewer can be -¥yHieswtedr § fsedmct e
menu or by selecting the history button from the toolbar.

The log viewer connects to the logging interface, which resides on the Data
Handler computer.

XA TASC siteVIEW. 2.0 - Log Viewer =123
svadmin |:I View As XML Archive data as-| 20091110-1 g
Row Filter: ComputerName ¥ | Equal To | Add Filter I Filters Off I Remove Filters I
Options 4 viEw Logs - Communication - Archive: 20091104-Auto (71 entries)
siteVIEW Logs ComputerName SiteName DeviceName Command ~ SubCommand Status EntryDate UserName|
Alarm LACOMBE  RegionA [sPL 1 Update  PeripheralPassThrough NACK  10/30/2009 8:09:17 AM
ESeteg (LACOMBE  Region A sPL 1 Refrieve  DeviceStatus Completed 10/30/2009 8:09:20 AM
10 LACOMBE  RegionA [sPL 1 Retricve  AllAnaloglnputs Completed 10/30/2009 8:09:21 AM
Admin L Logs LACOMBE  RegionA [sPL 1 Retricve  AlTemperaturelnputs Completed 10/30/2009 8:09:21 AM
e LACOMBE  RegionA [sPL1 Retrieve  AllOutputs Completed 10/30/2009 8:09:21 AM
— LACOMBE  RegionA [sPL 1 Retrieve  AlContactlnputs Completed 10/30/2009 8:09:21 AM
. LACOMBE  RegionA [sPL 1 Update  PeripheralPassThrough NACK.  10/30/2009 8:09:29 AM
et Lz LACOMBE |[COM3 |sPL1 Ascii Binary Completed 10/30/2009 8:10:57 AM
LACOMBE  COM3 sPL 1 Gmire  |lo= Completed 10/30/2009 §-10-58 AM
50091106-Auto LACOMBE |COM3 [sPL1 Refricve  DeviceStatus Completed 10/30/2009 8:10:58 AM
LACOMBE COM3 [sPL1 Ascii Binary Cancelled 11/3/2009 3:18:27 PM
LACOMBE  RegionA [sPL 1 Retrieve  DeviceStatus Completed 11/3/2009 3:18:43 PM
LACOMBE  RegionA [sPL1 Retrieve  AllOutputs Completed 11/3/2009 3:18:43 PM
LACOMBE  RegionA [sPL 1 Retrieve  AlContactInputs Completed 11/3/2009 3:18:43 PM
LACOMBE  RegionA [sPL 1 Refrieve  AlAnaloglnputs Completed 11/3/2009 3:18:43 PM
LACOMBE  RegionA [sPL 1 Refrieve  AllTemperaturelnputs Completed 11/3/2009 3:18:44 PM
LACOMBE  RegionA [sPL 1 Refrieve  SCMBlock Completed 11/3/2009 3:19:04 PM
LACOMBE  RegionA [sPL 1 Retricve  InputBlock Completed 11/3/2009 3:19:04 PM
LACOMBE  RegionA |sPL 1 Retrieve  InputBlock Completed 11/3/2009 3:19:04 PM
LACOMBE  RegionA [sPL 1 Retrieve  InputBlock Completed 11/3/2009 3:19:04 PM
LACOMBE  RegionA [sPL 1 Retrieve  InputBlock Completed 11/3/2009 3:19:04 PM
LACOMBE  RegionA [sPL 1 Retrieve  OutputBlock Completed 11/3/2009 3:19-05 PM
LACOMBE  RegionA [sPL 1 Refrieve  InputBlock Completed 11/3/2009 3:19-05 PM
LACOMBE  RegionA [sPL 1 Refrieve  InputBlock Completed 11/3/2009 3:19:05 PM
LACOMBE  RegionA [sPL 1 Refrieve  InputBlock Completed 11/3/2009 3:19:05 PM
LACOMBE  RegionA [sPL 1 Retricve  InputBlock Completed 11/3/2009 3:19:05 PM
LACOMBE  RegionA [sPL1 Retrieve  AnalogBlock Completed 11/3/2009 3:19:06 PM
LACOMBE  RegionA [sPL1 Retrieve | AnalogBlock Completed 11/3/2009 3:19:06 PM
LACOMBE __ ResionA [sPL 1 Retrieve  AnalosBlock Comleted 11/3/2009 3:19-07 PM v
Connected to lacombe:54323

Figure 82 - siteVIEW Log Viewer

The log viewer form displays log entries on the right and a list of log types on

the left.
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From the menu links of the log viewer form a user can export, clear or refresh
log entries. The log data can be filtered and archived, and any data can be
exported to xml.

A list of archived logs is shown on the bottom left of the Log Viewer. Select
an archived log to view it in the Log Viewer or delete it. Logs are
automatically archived to prevent the logs from becoming unmanageably
large.

8.1. siteVIEW Logging

Each time an alarmbés status changes an e
alarms log. The alarm log also contains a field named Username. This field

records the user who changed the alarm status. If the Username field is

empty, then the alarm status was changed automatically by the system.

Each time communication occurs between siteVIEW and a device, the
communication is recorded in the communications log.

Each time an I/O value is returned from a device, an entry is recorded in the
I/0O values log that indicates this value.

siteVIEW also records each time a user logs in or out of the siteVIEW system
in the access log, however, this log can only be viewed by an administrator.

8.2. Device Logging

Device logging is only available for the TASC site COMMANDER device.

A siteCOMMANDER may be set up to perform logging locally. If device

logging is enabled for a sitet COMMANDER, it can be manually retrieved or

automatically retrieved by siteVIEW by setting up an automated poll. To
retrieve a devicebds |l og manually, select
on the navigation t datand otglgeerr 0s € Ireoart tf
menu. This will open the device data logger form.

The first time the device data logger form is opened for a device, most of the
information will be unavailable. There are two refresh buttons on the device
data logger form that allow a user to refresh the logger information. If the
data logger is running, the data logger information will constantly change at
the device and siteVIEW will not be aware of the changes without performing
another refresh.

A user can download the sample log or the min/max log and when the
download has completed, siteVIEW automatically clears the log that was
downloaded. Or a user can manually clear the log without downloading the
values.
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The data logger can be stopped and started from the device data logger
form. The time the logger was started is displayed in the field labeled start
time.

Several timers exist in the device Data Logger form. These values are not
stored in the data logger and they cannot be automatically downloaded. The
timers are only available for viewing through the device data logger form. The
timers display the total accumulated time the carrier operated squelch (COS)
was active, if the device is a site COMMANDER equipped with the FFSK
option, and accumulated time the inputs were on. The last update time
displays the last time these values were updated.

8.3. Log Viewer Properties

You can access the Log Viewer Properties page by selecting the options link
from the Log Viewer form.

8.3.1. Log Archiving

By default logs available from the Log Viewer are automatically archived
every evening at midnight by the Logging Interface. The length of time to
keep a log entry before archiving is adjustable, as are the auto-delete
options.

The | og archives ar\datahawvweérd vte®d , i wlhreg tea I<Il [
is the installation path of the Data Handler (by default, <InstallDir> is

i GProgram Files\TASC\siteVIEW 2.1\Dat aHand!|l er 60) . The amo
computer hard drive space the Logging Interface needs to maintain these

archives ranges greatly, depending on the amount of activity in the system

and how long the archives are stored, so please monitor these files to make

sure the computer does not run out of space.
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&1 TASC siteVIEW 2.0 - Log Viewer

I | T |

Figure 83 - siteVIEW Log Viewer - Options
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9.SYSTEM ARCHIVE AND RESTORE

The stored data and logs can be archived and restored. To access the

archi ve and
main menu.

9.1. Automated Archive

restore -opydtoemm, ArseH iexwd/ Rentod

To setup automated system archiving, check the enabled checkbox, setup
the path on the server where to archive to and set up a schedule.

System Archive =

Autamated Archive ] Manual &rchive & Festore ]
Options
Enabled: |
Path: |.\S_l,lstemf-‘«rchives Browse
“Pleaze note, the archive path iz relative ta the zerver.
Days to keep archive: | 30 3:
Schedule
Ewery |2 ::l |W'eek j
< I I T T
Stating |Mar 31,2008 v| @ [1050AM  —=
Apply
Figure 841 Automated System Archive
9.2. Manual Archive & Restore

System archives can be

archived manually by selecting an archive name and

selecting the archive button. The archive will automatically be saved into the

default archive directory.

To manually restore a stored system archive, select an available archive
from the list and then select restore.
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Archives that were stored in previous versions of siteVIEW will be
automatically updated to the newer version when the archive is restored.

System Archive =]

Autornated Archive | Manual Archive & Hestore l

PLovalable Archives Perform Syztem Archive

2007-313

Mame: [2008-3-31_siteView

Archive

Cancel

Figure 851 Manual System Archive & Restore
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10. TROUBLESHOOTING

10.1. Event Viewer

TASC siteVIEW uses t he WiEknedt¥iever totmmekr at i n ¢
when the Data Handler stops and starts. The Event Viewer is also used to

track key information such as licenses and add-ons, and to track Data

Handler application errors.

To access the Windows Event Viewer, select Administrative Tools from the
Windows Control Panel. Under administrative tools, select Event Viewer. The
TASC siteVIEW event log is specific to TASC siteVIEW 2.1.

The Event Viewer can be used to help troubleshoot problems with the

security key, natification errors (e.g., email server problems) and Data
Handler connectivity problems.

10.2. Communication Service Log Files

10.2.1. Message Transaction Log Files

The Message Transaction log file provides high-level operational information
for the siteVIEW Communication Service software module, including:

1 Message requests and responses from siteVIEW (Data Handler)

9 Overall health of all underlying communication ports

By default, the CommunicationService.log file is disabled. To enable the
CommunicationService.log file:

1 Navigate to the C:\ Program Files (x86) \ TASQ siteVIEW
Enterprise Edition 2.0 \ CommSvcdirectory

I Use a text editor to edit the CommunicationService.exe.config
configuration file

1 Add the following line before the </appSettings> line:
<add key="CommunicationServiceLogging" value="True" />

i Save the file
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1 Use the TASC Communication Service Utility to restart the
CommunicationService

EM

[ N I R R R N S

PM.
BM.
BM.

EM.
EM.
PM.
BM.
BM.
EM.
EM.
EM.
PM.
BM.
BM.
EM.
EM.
EM.
PM.
BM.
BM.
EM.
EM.
EM.
PM.
M.

174, Disconnected from Data Handler Server

643,

645,Log File=C:\5VE2Root\Enterprise2\Enterprise‘\appSoftware\Bin\CommunicationService\CommunicationService.log [Verbosity=Logs
.645,Connecting to Data Handler Server at 127.0.0.1:11003
896, Connected to Data Handler Server

60, CommSvc-»3erver [---]:
388, Server->CommSve [

B03, Server->Comm3ve [
16, Server->Commsve [-
184, CommSvc->Server [

206, CormSve->»>Server [-—-]
29, Server-»CommSve [001]:
29, Server->CommSvc [002]:
30, Server-»CommSve [003]:
30, Server->CommSve [004]:
30, Server-»>CommSvc [005]:
30, CommSve->»Server [-—-]:

171, CommSve->Server [001]:
785, CommSvc->5Server [001]:

45, Comm3vc->3erver [001]:
&80, CommSve->Server [002]:

293, CommSve->Server [002]:

-1z
3901, CommSve->Server [-—-]:
391, CommSve->Server [-—-]:
391, CommSve->»Server [——-]
: Msg=Update.3ystem3ettings [Server=GRANDFORKS Versiocn=1.0.4813.20928

: Mag=Update.ConnectionState for CommPort(2)
201, Server->CommSve [-—-]:
: Mag=Update.CommPortStatus for

Msg=Update.ClientIdentification
Msg=Update.ClientIdentification for Service(2)
Msg=Retrieve.SystemSettings
Msg=Retrieve.RedundantServerConfig
Msg=Retriewve.CommPortConfig

Msg=Update.CommFortConfig [Port=COM10(COM10) ID1=2 Type=3erial]

Msg=Update.CommPortConfig [Port=COME& (COM&) ID1=3 Type=Serial

CommPort (2) is Connected

Cmd=Retrieve.DeviceStatus using PortID=2 [Status=Queued
Cmd=Retrieve.AllAnaloglnputs using PortID=2 [Status=Queued
Cmi=Retrieve.RAllContactInputs using PortID=2 [Status=Queued]
Cmd=Retrieve.Al10utputs using PortID=2 [Status={ueued
Cmd=Retrieve.RllTemperatureInputs using PortID=2 [Status=Queuned]

CommPortIransaction
CommPortIransaction
CommPortIransaction
CommPortTransaction
Msg=Update.CommPortTransaction
Msg=Update.TransactionStatus
Msg=Update.TransactionStatua
Msg=Update.TransactionStatus
Msg=Update.CommPortTransaction Cmd=3tatus.Device3tatus using PortID=2
Msg=Update.TransactionStatus

Msg=Update.CommPortIransaction Cmd=Status.RAllAnalogInputs using PortID=2

Mag=Update.
Msg=Update.
Msg=Update.
Msg=Update.

10.2.1.

Figure 861 Sample Message Transaction Log File

Port Transactions Log Files

For each COM port, a TransmitReceiveCOMxxx.log file (where xxx is the
COM port number) is created in the C:\<Program Files>\TASC\siteVIEW

Enterprise Edition 2.0

\ CommSvc directory to track communication

transactions.

The port transaction log files are created and update automatically. In
addition to transactions, the state, availability and the connection status of
the port is provided.

-- — Monitor: Refresh0 [Port=CCM10,
-- — Mpomitor: Refreshl [Port=CCM10,
-. — Momnitor: Opening [Portc=COM10,
-. — Monitor: Open OE [Portc=COM10,
-- — Monitor: Opened [Port=COM10,
-- — Monitor: Change [Port=COM10,
TX - COM10,255 254 253

B¥ - COM10,10 0 1 0 55 3 15 132 180 0O
T{ - COM10,8 1 0 2 133 0 & 0 103

-- — Monitor: Change [Port=COM10,
.- — Momitor: Change [Port=COM10,
2 - COM10,24 0 1 32 133 2

252 251 Z50 245 Z4B z47

8 0 18l 0 23 2

State=Unawvailable,
State=Unawvailable,
State=Unawvailable,
State=Unawvailable,
State=ClearToSend,
State=ClearToSend,

Z4e 245

Bwvial=False,
Bwail=True,
Bwail=True,
Bwail=True,
Bwail=True,
Bwail=True,
244 243 242

IsOpen=False]
Is0pen=False] *
Is0pen=False] _REtry tO Open
is successful

IsCpen=True]
Connection=Connected, ResetPort=False]
Connection=Connected, ResetPort=False]

241 240 239 238 237 236 235 234 233 Z3Z2 231
75

State=WaitingForReply, Avail=True, Connection=Connected, ResetPort=False]

Stzte=ClezrToSend, Awvail=True, Connection=Connected, HResetPort=False]
72 0 B8 0 33 2 32 Z 48 2 0 0 32

Figure 871 Sample Port Transaction Log File

TASC Systems Inc. All Rights Reserved

Page 98 of 175



TASC siteVIEW 2.1 User Manual 050-015-0050 RO7

10.3. Solutions to Problems

| cannot sign into siteVIEW because there are no licenses available

1 Look in the event viewer and ensure the Data Handler properly
detected the key and its licenses.

1 It may be possible the Data Handler is not properly detecting the
security key for some reason. Stop the Data Handler using the Data
Handler Utility and then exit the Data Handler Utility completely by
minimizing it and then closing it once it minimizes to the system tray.
Then use the ASafely Remove Har dwar e
located in the system tray to remove the siteVIEW USB Key. Once
the key is uninstalled, remove the key manually and then reinsert the
key. Make sure the key is inserted completely. The siteVIEW USB
Key should then reappear on the list of installed hardware. Then
restart the Data Handler Utility by s e | e c t>Proggamdi>SASE+ t
>Data Handl er Ut i DatatHandlér Ufilith, startthe s i ng t
Data Handler.

1 Sometimes the siteVIEW USB Key is removed improperly and then
the computer must be restarted before the system will properly detect
the security key again.

siteVIEW will not detect my key

1 Ensure the key is properly inserted into an available USB connection
on the computer where the Data Handler resides. Do not remove the
key at any time while the Data Handler is running.

1 If the key is properly inserted and siteVIEW still does not detect the
key, remove the key and restart the computer. Once the computer
has restarted then insert the key and allow the operating system to
find and install any drivers it needs. Once the operating system has
detecting the key, siteVIEW should function properly.

The Communication Service is not running

1 Use the Communication Service Configuration Tool to start the
Communication Service. Several Communication Services can be
installed on different computers and each Communication Service is
installed with its own configuration tool.

The Alarm Notification Handler is not running

1 Use the Alarm Notification Handler Configuration Tool to start the
Alarm Notification Handler.
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I cannot make changes to the system

1 Ensure the login user you are using has the appropriate rights to
access the siteVIEW features you wish to use.

siteVIEW is unable to make a connection to a device

9 Ensure the device addressing is correct, otherwise siteVIEW will not
be able to connect to the device.

Ensure the device is connected properly.

If using an Ethernet to serial connection to connect to the device,
check that the virtual serial communications port is setup properly in
the Lantronix CPR Manager application.

siteVIEW tells me the COM port is already in use

9 Ensure no other applications are using a COM port that siteVIEW is
expecting to use for monitoring. Once an application is closed and the
COM port is freed up again for siteVIEWt o0 use, select AEd
>Propertieso for the COM port that h
refresh button to allow siteVIEW to resume monitoring on the COM
port.

| cannot connect to the Data Handler

1 Ensure the Data Handler you are trying to connect is visible to the
computer you are trying to connect from. Make sure the Data Handler
listen port is not in use by another program.

The Log Viewer Does not work properly

9 Using the Data Handler Utility, ensure the logging interface service is
running and make sure the logging interface listen port is not in use
by another program.
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APPENDIX A. TASC HARDWARE & FIRMWARE

Al Overview

The TASC siteCOMMANDER (sC), sitePORTAL Lite (sPL) and siteRSM
(sRSM) all use the same hardware but are different by their application
firmware. This common hardware is known as the TASC TRIO.

The TASC TRIO has eight analog inputs, eight contact inputs, eight digital
outputs and has room for up to eight temperature sensors.

The siteRSM and sitePORTAL Lite hardware devices are capable of adding
digital and analog expansion boards. They are caplable of adding a total of 4
digital expansion boards, each with 8 additional contact inputs, allowing for a
maximum of 40 contact inputs (32 expansion and 8 on-board). And these
boards are capable of adding a total of 2 analog expansion boards, each with
8 additional analog inputs, allowing for a maximum of 24 analog inputs (16
expansion and 8 on-board). How it is packaged will determine the number of
expansion inputs.

A.2. Configuration Utilities

TASC devices can be configured using their individual configuration utility, or

by using siteVIEW. If the configuration utility is used to configure a device,
siteVIEW wil/| be unaware of the change &
be out of date for the device. To update siteVIEW perform a complete refresh

on the device.

A.3. Analog Inputs

A.3.1. Jumper Configuration

Each analog input may be set to a different range via jumpers J1 to J16 in
conjunction with the devicebs configurat
jumpers noting that the order of jumpers is reversed, i.e. J1 & J2 correspond

to the highest analog input.
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Analog Jumper block
J1/J2

7 J3/J4
6 J5/J6
5 J71/38
4 J9/J10
3

2

J11/J12
J13/J14
1 J15/J16

Table 4 - Device Properties i Analog Jumper Configuration
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Figure 88 - Photo of Analog Jumpers

Each pair of jumpers configures one of two programmed ranges.
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Analog 0-5.0V or 0-25Vv
User Range

1 J16-1to J16-2 J16-3 to J16-2
J15 Out J15-1 to J15-2

2 J14-1to0 J14-2 J14-3 to J14-2
J13 Out J13-11t0J13-2

3 J12-1to0 J12-2 J12-3 t0 J12-2
J11 Out J11-1t0J11-2

4 J10-1to J10-2 J10-3 to J10-2
J9 Out J9-1 to J9-2

5 J8-1to J8-2 J8-3 to J8-2
J7 Out J7-1t0 J7-2

6 J6-1 to J6-2 J6-3 to J6-2
J5 Out J5-1 to J5-2

7 J4-1 to J4-2 J4-3 to J4-2
J3 Out J3-1to J3-2

8 J2-1to J2-2 J2-3 to J2-2
J1 Out J1-1toJ1-2

Table 5 - Device Properties i Analog Jumper Ranges

When a range is selected via the jumper block, the corresponding range
must also be set in the analog configuration pages for the device.

A 3.2.User Ranges

The user may select one of four external analog ranges by supplying an

external

6potenti al

di vi

der o

resi

used. To configure an analog input for an externally supplied resistor
network, set the jumpers the same as for 5V.

The following table shows suggested external resistor network values for the

user range settings.

Ra

o—{ 1

External
Input

©

JRp To sitePORTAL Lite

Figure 89 - External Resistor Network

2x5V =10V | 4x5V =20V 10x 5V =50V | 20x5V =100V
Ra = 10/lRa = 30/Ra = 90KRa = 190
Rb = 10/Rb =10K|Rb = 10KRb = 10K

Table 6 - Device Properties i Suggested External Resistor Network

Values

stor
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APPENDIX B. TASC SITECOMMANDER CONFIGURATION

The TASC siteCOMMANDER is a hardware device that can be used in
conjunction with siteVIEW. The device has its own firmware configuration
that can be changed either using the site COMMANDER Configuration Utility
(SCCU) or by using siteVIEW.
Some highlights of the site COMMANDER features include:

1 Monitoring of 8 built in contact (digital) inputs.
Monitoring of 8 built in analog inputs.
Monitoring and control of 8 built in digital outputs.
Support for adding and monitoring TASC Temperature Sensors.
Device logging.
Low power mode.
Connectivity via RS232 and FFSK.

= 4 4 -—a -—a -

This section discusses how to change the site COMMANDER device settings.

Refer to the site COMMANDER User Manual (050-015-0002) for detailed
instructions and examples of use of the site COMMANDER.

B.1. Description

The description tab contains the name and description of the device, which is
used in siteVIEW.

XHpevice Details - TASC siteVIEW 2.0 ) |

Description | Ganerall Startup Dptionsl Cnmmunicalionl Contact Inpulsl Analag Inpulsl Temperature Inputsl Dutpulsl Device Loggingl

 Device Description

Hame ID_G ateway

Description

Metwark, Path |SpstemiNetworkhSerer! \Prince Georgehl_Gateway

¥ Only upload changsd settings oK | Apply Cancel

Figure 90 - Device Properties
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B.2. General

The general tab contains read-only information about the device such as the

device type, the devicebds internal fir my
available and the number of temperature sensors that are attached to the
device.

|

Dezcription G Startup Dplionsl Eommumcalionl Contact\nputsl Analog\nputsl Temperaturalnputsl Dulputsl Device Loggingl

i~ Device Detaik

Type IsE
Firmware Version IE 4
Etra Optiohz
DUAL_R5232 =]
L]

# Temperature Sensors Present |1

Restart Device |

™ Orly upload changed settings oK | Apply | Cancel

Figure 91 - Device Properties - General

The ARestart Deviceo button forces the ¢
useful if the device is not recognizing a new temperature sensor, because
the site COMMANDER only scans for new temperature sensors at boot time.
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B.3. Startup Options

XHDevice Details - TASC siteVIEW 2.0 |

Description | General | | Commurication | Contact Inputs | Analog Inputs | Temperature Inputs | Dutputs | Devics Logaing |

Startup Config.

Startup Delay [zec)| 5 3:
Enstle Power Save [~ Skeep Time|1 = |Seconds -]

Wake on COS T

% Drly upload changed settings ok | app | cancel |

Figure 92 - Device Properties - Startup Options

The startup options tab contains configuration that pertain only to the startup
of the device. The startup delay is the length of time in seconds that the
device will wait after starting, before it begins monitoring. The enable power
save option causes the device to switch into low power mode. When the
device is in low power mode, it will have a sleep time. At the end of each
sleep interval, the device will wake up and check its status. The wake on
COS option causes the device to wake up out of low power mode when it
detects a carrier operated squelch from the ffsk module.

B.4. Communication

Making changes to the communication form after the first communication has
been established causes the communication configuration to be altered.

The device COM port specifies the COM port the device is to use as its
primary COM port.

The module type of the device determines the role of the device. The
following is a quick description of each mode:

1 Gateway: This mode is used on a single device to connect a network
of site COMMANDERS to the siteVIEW Enteprise Communication
Service.

1 Master: This mode is used in point-to-point or point-to-multipoint
applications not involving siteVIEW products
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1 Slave No Mapping: This mode is used for remote devices in siteVIEW
and non-siteVIEW applications

1 Slave Input Mapping: This mode is used strictly for point-to-point or
point-to-multipoint applications not involving siteVIEW products

The COM port retry count decides how many times the device should send a
message before giving up. The retry timeout determines how long to wait for
a response after sending a packet.

HHrevice Details - TASC siteVIEW 2.0 x|

Descriplionl Generall Startup Options i C

| Contactlnputsl Analog Inpulsl Temperatulelnputs' Dutputs' Device Loggingl

Device Addressing

Device COM Port IFFSK hd
Module Type ISIavaNDMapping 2

Address |1? hd
ISeriaI Pot1  Serial Purl2| FFSK. |
— Port Configuration
Baud Rate ISBUD vl

Pratocal IBNMap 'l
Inter-Byte Timeout [meec) I4DD 3:

Packet Rety————————
Count |3 3:
Timeout [msac]lWDD 3:

¥ Orly upload changed settings 0K | Apply | Cancel

Figure 93 - Device Properties - Communication

Serial port 2 and the FFSK port can only be changed when siteVIEW is in a
local connection with the device. This is to ensure that siteVIEW does not
lose connectivity with the device it is configuring. To configure serial port 2
and the FFSK port siteVIEW must connect to the device locally.

See Recommended Communication Timing Parameters, Table 31
Recommended Communication Timing Parameters, on page 38, for
recommended timing parameters.
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KHpevice Details - TASC siteYIEW 2.0 g ]

Descliptionl Ganelall Startup Options  Communication | Contact Inputs | Analog Inputs | Temperature Inputsl Outputs I Device Logging I

Device Addressing

Device COM Paort IFFSK 'l
Module Type IS\aveNUMapping 'l
Address m

Serial Port 1| Serial Part 2" FFSEK |

r—Part Configuration

—Push Ta Talk

Baud Rate |24UD 'l Delap [mzec) |15 3:

Protocol IBinMF’ 'l Polarity ILow 'I
Channel Clear Delay [msec) |150 3: Output Level |31 3: PTT Test |
Packet Retp———————— —COR/COSM-51G
Count |5 3: Type IExtemaI Sig 'l

Timeout [msec] I 1000 3: Poalarity X l
Eytes of Preamble | 2 3:

Concatenats Packets [

v 0Only upload changed settings oK | Apply | Cancel

Figure 94 - Device Properties - FFSK Communication

B.5. Contact Inputs

If Enable Event is selected for a contact input, the device will notify siteVIEW
whenever the input is turned on or off. The off state specifies if the input is
normally in the open state or if it is normally closed. The state that is
specified as normal then becomes the off state of the device.

The input mode can be set as normal or toggle. If normal is selected, the
input is edged triggered. If toggle is selected, the input is triggered based on
levels; the input will alter its state on alternating positive levels.

HHDevice Details - TASC siteVIEW 2.0 x|

| Analog \npulsl Temperature \npulsl Uulpulsl Device Loggmgl

Descnptlonl Genera\l Startup Upllonsl Communication C

i~ Cantact [nput Configuration

1 2 3 4 5 & 7 g ALL
Enable Events v v v u u u v v u

OffState [Opsn  =l[Opesn  =l[Open  =l[Open *][0pen  =|[Open =][Closed =|[Clsed =i <]}
Input Mode INorma\ leorma\ leorma\ leorma\ leorma\ leorma\ leorma\ leorma\ j m
odgee 1 = = b = = = = S

T e ) S S - S
Dutput Delay [0 =HJo =[o =[o o o =0 =0 = =
DulpulActinnlNorma\ leorma\ leorma\ leorma\ leorma\ leorma\ leorma\ leorma\ j w

¥ Orly upload changed settings ok | e | Cencel

Figure 95 - Device Properties - Contact Inputs
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By selecting a local output, an input can be set such that when the input is
turned on, an output is turned on and when the input is turned off that same
output is then turned off.

The hold time specifies the amount of time the input must stay on before the
output will be turned on or off. The local output specifies the output to be
turned on and off. The output delay indicates how long the device should wait
before turning on the local output.

The output action can be normal, set or reset. If the output action is normal,
then the output turns on when the input is turn on and the output turns off
when the input is turned off. If the output action is set, then the output is
turned on when the input is turned on, but the output is unaffected when the
input is turned off. Reset causes the output to be turned off when the input is
turned on, but is unaffected when the input is turned off.

B.6. Analog Inputs

If enable event is selected for an analog input, the device will notify siteVIEW
whenever the input crosses either the low or high threshold voltage.

The range indicates the analog input type that is connected to the device. If
this value is not set correctly, siteVIEW may report invalid analog input
information.

Various sensors are available that attach to the analog input. If a sensor is
connected to an analog input use the sensor drop down list to specify which
sensor is present.

The units will change automatically depending on the range and sensor that
are selected.

The analog formula and Hi & Low adjusted values allow an analog input to
be formatted using an equation (For more information see Extra Device
Configuration on page 49).

The offset value all ows an anal ogbs val
amount.

By selecting a local output, an analog input is set such that when the input
voltage goes above the high threshold, an output is turned on and when the
input voltage goes below the high threshold that same output is then turned
off. An output can be assigned to both the high and low thresholds and the
same output can be used for both or a different output can be used.

Selecting the invert set points option causes the assigned output to turn on
when the voltage goes below the high threshold voltage and above the low
threshold voltage. The same output turns off when the voltage goes above
the high threshold or below the low threshold. Only the low output is used
when the set points are inverted.
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The hold time specifies the amount of time the analog input must stay above
or below the threshold before the output will be turned on or off. The local
output specifies the output to be turned on and off. The output delay
indicates how long the device should wait before turning on the local output.

AHpevice Details - TASC site¥IEW Enterprise 2.0 x|

Desciiption | General | Startup Options | Commurication | Contact Inputs { Andlog \_f_m_yl_f_] Temperature Inputs | Dutputs | Device Logging |

~Analog Input Configuration

1 2 3 4 5 3 7 8 ALL

Enable Events v v v v v v v v v |

Invert St Points | C C C C C C C |

@ Renge [0 [0 [0 F[omov Tl[ozme [ [osw Hosa ]z ||

e | | | || |
oiset [i0 =lon SHlon Hfon =on oo oo oo =)

Urits — Wolts Volts Volts Volts Volis Volis Volis Volis

Formula I--none-- jl--none-- jl--none-- ﬂl--none-- ﬂl--none-- ﬂl--none-- ﬂl--none-- ﬂl--none-- ﬂ Edit
—High Threshald Set Points
Theshod 40 H[eo  Hfao  Hlao Hfao o Hlao Hfao HFso =]
Adjusted [4.0 [10 |10 |10 |10 |10 |10 |40
) T TR TR TR TR T - - O
Local Dutput [~ =[- =[- =I- =[- =[- =I[- =I[- =
T ER = = = | = | O O = (=

7~ Low Threshold Set Points
Theshod [20 =20 2o Hleo  Hleo o oo Hfeo
Adjusted [2.0 |20 |20 |20 |20 |20 |20 |20
Radgees 1 =l = = =l = =h =
Local Output I jl jl jl jl jl jl jl
owpbely o = o = = = = =

=
=
|
=

¥ Oriy upload changed seltings ok | appy | Cancel

Figure 96 - Device Properties - Analog Inputs

The site COMMANDER module cannot accept voltages on its inputs that are
negative with respect to ground. Application of negative voltages to the digital
and analog inputs will damage the module.

The module provides fixed input ranges of 0-5 VDC and 0-25 VDC
depending on jumper settings. Four user ranges of X2, X4, X10 and X20 can
also be programmed based on a 5.12 VDC internal reference.

B.7. Temperature Inputs

If enable event is selected for a temperature input, the device will notify
siteVIEW whenever the input crosses either the low or high threshold
temperature.

The device may have zero to eight temperature sensors present. The
present indicator lets the user know which sensor is available for
configuration.

The temperature units field specifies which temperature scale to use for
calculating values related to the temperature input.
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By selecting a local output, a temperature input can be set such that when
the input temperature goes above the high threshold, an output is turned on
and when the input temperature goes below the low threshold an output is
then turned off.

The hold time specifies the amount of time the temperature input must stay
above or below the threshold before the output will be turned on or off, and it
is also the time before the event will be reported to siteVIEW. The local
output specifies the output to be turned on and off. The output delay
indicates how long the device should wait before turning on the local output.

x
Descmplmnl Generall Startup Dptmnsl Commumcat\onl Contact \npulsl Lnalog Inputs  Temperature Inputs IDulputsl Device Loggingl
r Temperature Input Configuration
1 2 3 4 5 5 7 B L
Enahle Events r i r r r r r r
Present [ o |

Uniits: ICeIc\us ;I Farenhe ﬂlCelcius lee\cius leelc\us ﬂICelcius ﬂlCe\cius j
—High Temperature Set Points
Theshold [400  =[10a0 =Hlaoo a0 =Hlawoo oo ZHlaoo  =Hs00
e e ) = (= | == K== = | = | = ||
O R O e R R -
Output Delay ID ::”D ::”D ::”D ::”D ::"D ::”D ::”D
[ Low Temperature Set Points
Theshold [00 =[z20 oo =oo oo oo =Hoo oo
Hald [secs) I1 ﬁh ﬁh ::”1 ﬁh :Ih ﬁl1 ﬁh
O o R o R R -
DuputDeley [0 =0 o o Ao o o e

=
=|
=l
=
=
=
ol
=

¥ Only upload changed settings ok I Apply I Cancel I

Figure 97 - Device Properties - Temperature Inputs

B.8. Outputs

The off state specifies if the output is normally in the open state or if it is
normally closed. The state that is specified as normal then becomes the off
state of the device.

The output mode can be set as latch or pulse. If Latch is selected, when the
output is turned on it is left on until the output is turned off again. If pulse is
selected, when the output is turned on the output only stays on for the length
of times specified by the pulse width.
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XHpevice Details - TASC site¥IEW 2.0 x|

Descliplion' Ganerall Startup Dplionsl Communicatinn' Cnntactlnputsl Ana\oglnputsl Temparature Inputz  Dutputs IDevice Logging'

r— Output Configuration

1 2 3 4 5 B 7 a ALL

OFf State IUDen leDen lepen lepen ﬂlean lepen ﬂleen lepen j
Cutput Mode ILatch jl Pulze jl Latch jl Latch jl Latch jl Latch jl Latch jl Latch j
Pusewidh(ms] [0 k0 =0 =o o o Ao o o

[V Dnly upload changed settings oK | Apply | Cancel

Figure 98 - Device Properties - Outputs

B.9. Device Logging i Configuration

The log roll over determines what the device will do when its log file becomes
full. If log roll over is enabled, the device will overwrite the oldest log entry to
create a new one. If log roll over is not enabled, the device will stop logging
when the data logger buffer is full.

Selecting power up run ensures the data logger starts automatically
whenever the device starts up.

AfDevice Details - TASC siteVIEW 2.0 x|
Description I General | Startup Optians I Commurication | Contact Inputs | Analog Inputs | Temperature |rputs | Outputs i
 Log Setting:
—System ~Log Tim
Log &ir Time b MinsMax Aun Length|00000:00:00:45 Run Interval| 24 33 IHuurs -
Log Roll Over ¥ Sample Run Length |00000:07:40:21 Fun Interval| 30 3: ISechds al
Power Up Fun [ 1 z 3 4 5 3 7 3 ALL

—Analog [nputs

Enabled [ r ul r r r r r
Buifer Allocation e Tt [Tl r r = - r r -

Rt oput Quaiter [1 ][~ =]~ =~ == =~ =~ =~ =]
—Temperature Inputs

Enabled [ I Iy I I Iy r I
Log Threshalds [

[ ] [ [ ] [ [
Input Gualifier I jl ﬂl jl jl jl jl jl LI

-~ Contact Inputs

e ]

Enabled W v v r r r r r
On/Off Logging | ‘el el (ol Il (o) Il Il
Samples Accumulative i i+ i+ i i« i i «
¥ Oinly upload changed seffings ok | Apby | Cancel

Figure 99 - Device Properties - Device Logging
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The data logger logs sample data at selected intervals and it logs min/max
data for selected inputs. The buffer allocation determines how much of the
data logger buffer is allocated to each data logger type.

The enabled option determines if the selected input is included when logging.

The analog and temperature inputs have a log thresholds option that will

cause the data |l ogger to |l og each time t
low threshold.

The input qualifier causes the input value to only be logged when the
assigned input qualifier is on. So the input qualifier causes the analog or
temperature threshold changes to be ignored if the input qualifier is off. In
other words, when an analog or temperature input crosses a threshold, the
value will only be logged if the assigned input qualifier is on.

The contact inputs can be logged each time they are turned on or off, or they
can be logged as accumulative on times.

B.10. Device Logging i Downloading To siteVIEW

Once device logging configuration has been setup, close the device
properties form and open the Device Data Logger form for the selected
device, by sdladcat iLog gfeBEdi tf rom t he mai n

The Device Data Logger form can be used to stop and start the device
logger, download the logs, clear the logs, view the contact input
accumulation timers and clear the contact input accumulation timers.

To see the status of the device |l ogger,
fiData Logger Delftheiddteslaggegis stopppd, thestart time

will be unavailable and the log counts will be empty. Once the data logger is

started, the device will begin to store sample and min/max logs based on

which inputs the device is configured to log.
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Eﬁ SlaveMoMapping 1 - Device Data Logger

—Data Logger Details — Timers

Logger Status|Funning Stop Logger I OS5 |00000:00:00:00

Start Time|1/1/2007 12.07.09 A Input 1 |00000:00300:00
Irput 2 |0000C:00:00:00

Irput 3 |0000C:00:00:00

—Sample Log —Mindtax Log

L‘I‘I‘I‘I‘I‘I‘I‘I‘Iu
x

Cont|2 Cortll Irput 4 |0000C:00:00:00
Irput 5 |0000C:00:00:00
_Dleartog | _Ceatsg || e [oonoononoo
Download | Dawnload | IrpLt 7 IDDDDD:DD:DD:DD
Input § |0000C:00:00:00
Refresh | Clear
ﬂl Last Update [3/12/2009 853,17 &M

Cloze |

Figure 100 - Device Data Logger

.e Note: The threshold logs are saved and downloaded along with the Min/Max
Log.

The device has 9 timers that are stored
logging of these accumulator timers was enabled for the corresponding

contact input then the device will increment the timers for every second that

the input is in the on position. These timers are updated even when the

device data logger is stopped.

The last update time shows the last time that siteVIEW downloaded these
values from the device. Press the ARefr e
to download the current accumulator timer values.

Selecting the checkbox beside the timer
will reset the corresponding timer back to zero.

The maximum accumulator timer values are 16,777,215 seconds (194 days),
after which the timer will roll over back to zero.

The COS timer increments on receipt of the externally supplied carrier detect
signal via the optional FFSK module. The time that carrier is present (the
signal is active), is added to the COS accumulator. The accumulator
accuracy is in seconds. To enable tracking of the COS accumulator, select
open the Device Properties form, select the Device Logging tab and check
the ALbgi meo box.

For more information on setting up specific logging on specific inputs, see the
previous section Device Logging i Configuration.
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Manually Downloading Device Logs

Once the sample log or min/max log have a record count greater than zero,

press the download button to manually download the data. The data will be

downloaded in chunks, so depending on how much data has been stored it

could take several packets to download all the data. Once all the data has

been downloaded, siteVIEW will automatically clear the log. You may clear

the | ogs manually by pressing the ACI ear
log. Stopping and starting the data logger will also clear the log data, but the

iCl ear Logo but t othoutwstoppihgthe daatoggert he | og wi

Automatically Downloading Device Logs

To setup automatic downloading of the sample log, create a scheduled poll
for the device that checks the sample log count. If the sample log count is
greater than zero, siteVIEW will automatically download and clear the sample
log. Similarly, to setup automatic downloading of the min/max and threshold
logs, create a scheduled poll that checks the min/max log count. If the
min/max log count is greater than zero, siteVIEW will automatically download
and clear the min/max and threshold logs.
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APPENDIX C. TASC SITEPORTAL LITE CONFIGURATION

The TASC sitePORTAL Lite is a hardware device that can be used in
conjunction with siteVIEW. The device has its own firmware configuration
that can be changed either using the sitePORTAL Configuration Utility
(SPCU) or by using siteVIEW.

Some highlights of the sitePORTAL Lite features include:

1 Monitoring of 8 built in contact inputs, plus support for adding TASC
Contact Input expansion boards.

1 Monitoring of 8 built in analog inputs, plus support for adding TASC

Analog Input expansion boards.
1 Monitoring and control of 8 built in digital outputs.
T Support for adding and monitoring TASC Temperature Sensors.
1 1-2 peripheral passthrough ports.
1 Connectivity via TCP/IP, IP Modem, PSTN Modem and RS232.

This section discusses how to change the sitePORTAL Lite device settings.

Refer to the sitePORTAL Lite User Manual (050-015-0012) for detailed
instructions and examples of use of the sitePORTAL Lite.

C.1. Description

The description tab contains the name and description of the device, which is
used in siteVIEW. As well the device login username and password that
siteVIEW will use to connect to the device can be changed on this page.

Afpevice Details - TASC siteVIEW 2.0 i x|

n‘| General | Call & Modem Control | Contact Inputs | Analog Inputs | Temperature Inputs | Dutputs | Site Information | Peripherats |

Name|sPL 1
Desciiption

Metwork Path |5yslam\Netwnrk\Serveﬂ “Prince GeorgehsPL 1

¥ Only upload changed ssitings ok | apob | Cancel

Figure 101 - Device Details - Description
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C.2. General

The general tab contains read-only information about the device such as the
device type, the devicebds internal fir my
available, analog and contact input expansion boards attached to the device

and the number of temperature sensors that are attached to the device.

@Device Details - TASC siteYIEW 2.0 5[
Description  General I Call & Madem Contro\l Contact \npulsl Analog \npulsl Temperatulelnputsl Dutputsl Site Infarmation Pemphera\sl
i~ Device Detail
Type IsFL

Firmware Yersion Id 71.0

Extra Optiohs
DUAL_R5232

# Temperature Sensors Present |1

¥ Only upload changed seffings by | Cancel

Figure 102 - Device Details - General

C.3. Call & Modem Control
The call & modem control tab is used to configure connection settings.

C.3.1. Call Control

The Peripheral Inactivity Time is the length of inactivity in minutes that the
sitePORTAL Lite will wait before disconnecting from the peripheral device
and returning to regular monitoring mode.

User login Inactivity is the length of inactivity time in minutes the sitePORTAL
Lite will wait before disconnecting from siteVIEW.

The Login Time is the amount of time in seconds that a remote application
has to enter in the login credentials before the sitePORTAL Lite will
disconnect the connection. Attempts is the number of unsuccessful login tries
the remote application has before the sitePORTAL Lite enters a state of
hacker guard, where no one can log in for the amount of time specified in the
field name Recycle Time.

The Inter-Byte Timeout determines how long the com port should wait
between incoming bytes before timing out.
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EﬂDevice Details - TASC siteVIEW 2.0 Ll
Desciiption | General { Call& Modem Conliol | Contact Inputs | Analog Inputs | Temperature Inputs | Dutputs | Site Information | Peripherals |
rCallContrel ————— | [ Device Modem Parameters
[ Modem Heartheat
FTimeouts Rings Toanswer[1 =] =1 mirrs
. — . Interval| S =
PenpherallnactlwlylE 3— ming Modem PmtSpead|23U4DU - -
< Tlmeoulliﬂﬂﬂa HE=E
Pags ThloughWa\llE 3— ming Camiel MndEIDerDggle - -
Atlempls|3 =

User Login Inat:livily|5 3: mins Wadem UDtiDﬂlm
[~ &larm Reporting
|| AT CommendDialest|Geneic (4T Comman: T _
- [recmnoee | e Interval]3 =] mins

Login TimeIZU 3 3e08 AT Initiglization Sting A TEOED18C150=1

[ Login

[ =
anenpss = Use Enhanced Telephany Features [ A
Recycle T|me|5 —] e Auto Search Modem Baud FRate [ ot
— Periodic Status
R 00 =] msecs
Fackel Inter-Byte Timeout] 100 =] Foport
Rety Interval[ 20 =] mins
¥ Orly upload changed seltings ok | apy | cameal |

Figure 103 - Device Details i Call & Modem Control

C.3.2. Device Modem Parameters

Rings To Answer specifies the number of rings before a modem will answer
a call.

Modem Port Speed is the baud rate that the modem will operate at.

Modem Option is the modem type: ho modem, auto detect, internal or
external.

AT Command Dialect offers support for a generic modem, but also a few
other modem types.

AT Initialization String allows a user to enter a modem initialization string that
the sitePORTAL Lite will use when it initializes the modem.

Use Enhanced Telephony Features enables or disables advanced features
such as call cadence validation. The sitePORTAL Lite will then only answer
calls with a specified ring cadence. The cadence of the ring to answer is set
in the Site Phone Number field of the Site Information tab. This is only

available if the optional plug in modem TASC PN 800-100-0046 is installed.

The ring cadence must be entered in the following format: [x,y,z], where X is
the length in milliseconds of the first ring, y is the length of the pause
between rings, and z is the length of the second ring. All times are in
milliseconds. The cadence value is surrounded by square brackets, has
commas separating cadence values, no spaces between values, has three
values, and all times are integer values. The sitePORTAL Lite will then only
answer calls that have the specified ring cadence.

If the cadence value is not entered correctly, or is blank, sitePORTAL Lite will
ignore all incoming calls. There is one exception, if the ring cadence is a star
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character surrounded by square brackets (ie. [*]), then all calls will be
answered.

Auto Search Modem Baud Rate causes the sitePORTAL Lite to attempt to
find the baud rate of the incoming connection automatically.

Modem Heartbeat is how often the AT initialization sequence is sent to the
modem to make sure it | online. The Timeout is the amount of time the
sitePORTAL Lite waits to receive a response from the modem before it
retries the initialization and Attempts is the number of retry attempts
sitePORTAL Lite performs.

The Alarm Reporting Retry Interval is the time in minutes the sitePORTAL
Lite will wait since an unsuccessful alarm report before it retries. Attempts is
the number of unsuccessful alarm report retry attempts the sitePORTAL Lite
will attempt before giving up. Force New Alarm sets the sitePORTAL Lite to
report a new alarm even if previous alarm attempts have failed and are
waiting for the retry interval to elapse. If Force New Alarm is not selected,
new alarms will wait along with the other alarms.

Periodic Status Report sets the sitePORTAL Lite to periodically report its
status to siteVIEW. The Retry Interval is how often the sitePORTAL Lite will
attempt to report its status.

C.4. Contact Inputs

The sitePORTAL Lite comes with 8 built in contact inputs, but can be
expanded with a maximum of 4 TASC digital expansion boards, each with 8
contact inputs, allowing a maximum of 40 contact inputs.

If Enable Event is selected for a contact input, the device will notify siteVIEW
whenever the input is turned on or off. The off state specifies if the input is
normally in the open state or if it is normally closed. The state that is
specified as normal then becomes the off state of the device.
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4Hpevice Details - TASC siteVIEW 2.0 x|

| Analoglnputsl Temperature \npulsl Dutpulsl Site Information F‘eriphelalsl

Desclipt\onl Genera\l Call & Madem Control C

i~ Cantact Input Configuration

1 2 3 4 5 E 7 8 ALL
ET A ECT I - r = B A c 2

Off State [Closed 7 |[Closed = |[Closed 7] [Cosed [ >]|Clased ]| Closed ][ Closed =] [Closed 7| [ Clased <]}

Hold [secs) [0 p=| [ p=| [ =[o =fo =fo =l =l =lle =
Loeal Output I jl jl jl jl jl jl jl =

Output Action INormaI leormal leormal leormal leormal leormal leorma\ leorma\ j w

¥ Orly upload changed seffings ok | apb | Caneel |

Figure 104 - Device Properties 1 Contact Inputs

By selecting a local output, an input can be set such that when the input is
turned on, an output is turned on and when the input is turned off that same
output is then turned off.

The hold time specifies the amount of time the input must stay on before the
output will be turned on or off. The local output specifies the output to be
turned on and off. The output delay indicates how long the device should wait
before turning on the local output.

The output action can be normal, set or reset. If the output action is normal,
then the output turns on when the input is turned on and the output turns off
when the input is turned off. If the output action is set, then the output is
turned on when the input is turned on, but the output is unaffected when the
input is turned off. Reset causes the output to be turned off when the input is
turned on, but is unaffected when the input is turned off.

C.5. Analog Inputs

The sitePORTAL Lite comes with 8 built in analog inputs, but can be
expanded with a maximum of 2 TASC Analog Expansion boards, each with 8
analog inputs, allowing a maximum of 24 analog inputs.

If enable event is selected for an analog input, the device will notify siteVIEW
whenever the input crosses either the low or high threshold voltage.

The range indicates the analog input type that is connected to the device. If
this value is not set correctly, siteVIEW may report invalid analog input
information.

Various sensors are available that attach to the analog input. If a sensor is
connected to an analog input, use the sensor drop down list to specify which
sensor is present.
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The units will change automatically depending on the range and sensor that
are selected.

The analog formula and Hi & Low adjusted values allow an analog input to
be formatted using an equation (For more information see Extra Device
Configuration on page 49).

The offset val ue al |beadfuste by the spadifiedg 0 s
amount.

The input qualifier causes the analog threshold changes to be ignored if the
input qualifier is off. In other words, when an analog input crosses a
threshold, the value will only be reported to siteVIEW if the assigned input
gualifier is on.

By selecting a local output, an analog input can be set such that when the
input voltage goes above the high threshold, an output is turned on and when
the input voltage goes below the low threshold that same output is then
turned off.

Hpevice Details - TASC site¥IEW Enterprise 2.0 x|

Desciiption | General | Call & Modem Contral | Contact Inputs Analog Inguts | Temperature Inputs | Dutpts | Site Information | Peripherls |

i~ Analog [nput Configuration
U z 3 4 5 6 7 ] AL
Enable Events il v v I Ird I ~ I o

@ funge 0w l[vsw dl[osw FloEw mose e eaw dosw Tl isn 7|
s A S A Ar  Ar  dr -g
st [o0 =lon oo oo =on oo oo oo =)

e e S N S | -

Units Volts Volts Volts Volts Volts Volts Volts Volts
Formula I—rnoner— jl—rnoner— jl—rnoner— jl—rnoner— jl—rnone—— jl—rnone—— jl—rnone—— jl—rnone—— j Edit

|- High Thieshold Set Faints

Thieshold [120 =[120 =120 =[i20  =d[120 =4[1z0 =120 =120 =

Adjusted [120 [1zn [1zn [1zn [1zn [1zn [1zn [1zn

—Low Thieshold Set Paints
Theshod [0 =[50 Hse Hse Hse Hise Hse Hse =

Adjusted [5.0 [5.0 [5.0 [5.0 [5.0 [5.0 [5.0 [5.0

Hodgeer b A A A =Hh Hh =Hh A
T | N | N | - | -
Output Action] Output 5 7] [Tuteue 5 7 [ Dutput 5 71 [Output 5] [Dutput 5 = [ Outpt 5 ] [Gutpue 5 7] [ Output 5 7]

¥ Oy upload changed settings ok I Apply | Cancel I

Figure 105 - Device Properties 1 Analog Inputs

The hold time specifies the amount of time the analog input must stay above
or below the threshold before the output will be turned on or off. The local
output specifies the output to be turned on and off. The output delay
indicates how long the device should wait before turning on the local output.
The output action offers several conditions for when the local output will turn
on or off based on the analog voltage.

The sitePORTAL Lite module cannot accept voltages on its inputs that are
negative with respect to ground. Application of negative voltages to the digital
and analog inputs will damage the module.
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The module provides fixed input ranges of 0-5 VDC and 0-25 VDC
depending on jumper settings. Four user ranges of X2, X4, X10 and X20 can
also be programmed based on a 5.12 VDC internal reference.

C.6. Temperature Inputs

If Enable Event is selected for a temperature input, the device will notify
siteVIEW whenever the input crosses either the low or high threshold
temperature.

AHpevice Details - TASC siteVIEW 2.0 =

Desclipt\onl Genera\l Call & Madem Control Eontactlnputsl Analog Inputs - Temperature [nputs |Dutpuls| Site Informatian F‘eriphelalsl

r~ Temperature [nput Configuration

] 2 g ¢ 5 & 7 ]
Enable Events r i~ r r Il I - =
Peew (o] o] [Wo] [W] [W] [B] &) [

Urits ICelc\us learenhe\leelmus jltele\us jltele\us jltele\us jltele\us jltele\us j
T | e T e | -

ALL
High Temperature Set Points
(Threshn\dlﬂﬂ Hfzzo Hfoo  Hfoo  Hfoo  Hfoo oo =Hfoo ::IE}

Thisshold (00 H[zz0 Hoo  Hoo  Hoo  Hoo  Hoo  Hoo =

’*an Temperatuie Set Points

Hedbecsl [T A = =Hh = =Hh =Hh =D

¥ Orly upload changed seffings ok | apb | Caneel |

Figure 106 - Device Properties T Temperature Inputs

The device may have zero to eight temperature sensors present. The
present indicator lets the user know which sensor is available for
configuration.

The temperature units field specifies which temperature scale to use for
calculating values related to the temperature input.

The input qualifier causes the temperature threshold changes to be ignored if
the input qualifier is off. In other words, when a temperature input crosses a
threshold, the value will only be reported to siteVIEW if the assigned input
qualifier is on.

The hold time specifies the amount of time the temperature input must stay
above or below the threshold before the event is reported to siteVIEW.
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C.7. Outputs

The off state specifies if the output is normally in the open state or if it is
normally closed. The state that is specified as normal then becomes the off
state of the device.

HHADevice Details - TASC siteVIEW 2.0 x]

Descmptlonl Genelall Call & Madem Eontro\l Cantact \npulsl Analog \npulsl Temperature Inputs: DU sl Site Information Pemphera\sl

Output Configuration

1 2 3 4 8 [ 7 g ALL

oftStste [Closed |[Closed =|[Closed =|[Closed =|[Closed ~|[Closed ][ Clased ~][Closed =] M Closed =]

¥ Oinly uploar changed seffings L I

Figure 107 - Device Properties T Outputs
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C.8. Site Information

When an I/O event occurs, the sitePORTAL Lite will attempt to report the
event to siteVIEW. The Network Operations Control Center information must
be supplied in order for the sitePORTAL Lite to properly know how to
connect to siteVIEW. Enter the IP Address and IP Port if the device is
connected to siteVIEW via Ethernet, or supply the phone number if the
device is connected via a PSTN modem.

4HDevice Details - TASC siteVIEW 2.0

x|
Desciiption | General | Call & Modem Contiol | Contact Inputs | Analog Inputs | Temperature Inputs | Outputs | Site Information | Peripherals |
Network Operations Cantial Centre:
IP Address or Phone Numhel|192 168.011
1P Part |3Um
¥ Only upload changed settings ok I Apply | Cancel |

Figure 108 - Device Properties 7 Site Information
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C.9. Peripherals

The sitePORTAL Lite has two serial ports that can be used to connect third-
party hardware to the sitePORTAL Lite. Peripheral 2 is only available when
the primary communication channel to the sitePORTAL Lite is either Ethernet
or a PSTN modem, thereby freeing the second serial port.

Third-party software can then connect to the device by having the
sitePORTAL Lite into passthrough mode. Then siteVIEW will open a virtual
serial port that the third-party software can communicate with. siteVIEW will
then pass on any data it receives from the virtual port on to the sitePORTAL
Lite, which will pass the data on to the peripheral device. Data from the
peripheral device is passed on to the third-party application in the same way.

EﬂDevice Details - TASC siteVIEW 2.0 il
Desclipt\onl Genera\l Call & Modem Eonlloll Eontactlnputsl Analoglnputsl Temperature \npulsl Dutpulsl Site Information  Peripherals I
[~ Deetails
Pt (PEH2]
Mame|Test
Baud Rate[3600 *| Peripheral
Conned tion|Fass-Through =

¥ Orly upload changed seltings ok | apey | Concel

Figure 109 - Device Properties T Peripherals

Set the name of the connected peripheral device and the baud rate it expects
to communi cat e at>Palshsetnh rsoeul gehcot fiArEodm tt h e
siteVIEW to start peripheral passthrough.

C.10. Peripheral Passthrough in siteVIEW

Once a device is setup for peripheral passthrough, connect to that device.
Once connected right c¢click on the devic
t

€
APassthrougho and then the peripheral I
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HMHTASC siteVIEW 2.0
Connect  Edit Wiew Tools Help
55 I B O | s =
Refresh Unlock || Sites | Alarms | Comm | View | History
Alarms SyztemiMetwork\LACO
=PL 1
Metwiork
=2 LACOMBE
)@ COM3 - Connected
)
El! R Expand
o DElete
Rename
Manual Poll
Disconnect From Device

Passthrough
Disabile Device

Alarm Configuration
Polling Configuration
Site Mapping Configuration

Hiskary

Properties
User Access

Figure 1107 Starting Peripheral Passthrough

Once the peripheral connection has begun, siteVIEW will launch a program
that will create a virtual COM port and facilitate a connection to the peripheral
device and any application that connects to the virtual port. Once the
established, us e

connection is
to connect to the virtual COM port.

Ha Passthrough Pork - COM2 =10 x|

Paszthrough connection to peripheral device
'Tezt' iz ready. Connect via COMZ.

— Connection D etails
Device: |$F'L 1

|
COM Site: |EEIh-13 |
Server |L&EEIME=E |

IP &ddress: |Lan::n:|ml:|e

P

Cloze

Figure 1117 Peripheral Passthrough Connection Waiting
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In the figure above, siteVIEW selected COM2 as the virtual port because it
was the first port available. Once a program then connects to COM2, the
passthrough port window then hides itself. If the program then releases the
COM port, the passthrough port window then becomes visible again. Closing
the passthrough port window releases the passthrough connection and
siteVIEW closes the connection to the device. If the passthrough connection
sits connected for too long without passing any data to or from the device,
then eventually the device will disconnect after the peripheral inactivity
timeout has expired and the passthrough port window will be closed.
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APPENDIX D. TASC SITERSM CONFIGURATION

The TASC siteRSM is a hardware device that can be used in conjunction
with siteVIEW. The device has its own firmware configuration that can be
changed either using the site COMMANDER Configuration Utility (SCCU) or
by using siteVIEW.

Some highlights of the siteRSM features include:

T

= = =4 =N

Monitoring of 8 built in contact inputs, plus support for adding TASC
Contact Input expansion boards.

Monitoring of 8 built in analog inputs, plus support for adding TASC
Analog Input expansion boards.

Monitoring and control of 8 built in digital outputs.
Support for adding and monitoring TASC Temperature Sensors.
Connectivity via RS232 or Ethernet.

Low power mode.

This section discusses how to change the siteRSM device settings.

Refer to the siteRSM User Manual (050-015-0052) for detailed instructions
and examples of use of the siteRSM.
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D.1. Description

The description tab contains the name and description of the device, which is
used in siteVIEW.

XHpevice Details - TASC siteVIEW 2.0 x|

?'D'es'Enﬁiinr'i"| General | Communication | Contact Inputs | Analag Inputs | Temperature Inputs | Dutputs |

Devics Description

Name |siteR5M 1

Dessiption

Metwork Pati [SystemihatwarkiServerl \Prince G RSM 1

¥ Only upload changed settings ot | apey | Concel

Figure 112 - Device Details - Description

D.2. General

The general tab contains read-only information about the device such as the
device type, the devicebds internal
available, analog and contact input expansion boards attached to the device
and the number of temperature sensors that are attached to the device.

AHpevice Details - TASC siteYIEW 2.0 x|
Description ﬁeneva\j Communication | Cantact Inputs | Analog Inputs | Temperature Inputs | Outputs |
- Device Detal
Type [siteRSM
Fimware Version [47.1.0
Extra Options
DUAL_R5232
# Temperature Sensors Fresent [1
J¥ Onlp upload changed settings ok | eepk | cencel

Figure 113 - Device Details - General
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D.3. Communication Settings

Making changes to the communication form after the first communication has
been established causes the communication configuration to be altered.

The device COM port specifies the COM port the device is to use as its
primary COM port.

The module type of the device operates like a site COMMANDER in slave no
mapping mode, which is used for remote devices in both siteVIEW and non-
siteVIEW applications.

The COM port packet retry count decides how many times the device should
send a message before giving up. The packet retry timeout determines how
long to wait for a response after sending a packet. The inter-byte timeout
determines how long the com port should wait between incoming bytes
before timing out.

Serial port 2 can only be changed when siteVIEW is in a local connection
with the device. This is to ensure that siteVIEW does not lose connectivity
with the device it is configuring. To configure serial port 2 siteVIEW must
connect to the device locally.

See Recommended Communication Timing Parameters, Table 3 1
Recommended Communication Timing Parameters, on page 38, for
recommended timing parameters.

KHpevice Details - TASC site¥IEW 2.0 x|

Descriptionl General Communication IContact Inputsl Analoglnputsl Temperaturelnputsl Dutputsl

Device Addreszing

Device COM Port 3= =yl

Module Type ISIaveNoMapping 'l
Address |1 Yl

I Serial Port 1 Serial Port 2|

— Port Configuration
Baud Rate ISBUU "I
Pratacal IBinMP 'I
Inter-Bpte Timeout [msec) IBDD 3:

Packet Retpy——————————————
Count I 5 3:
Timeout [mzec] I 500 E:

¥ Only upload changed settings Ok Apply Cancel

Figure 114 - Device Details i Communication
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D.4. Contact Inputs

The siteRSM comes with 8 built in contact inputs, but can be expanded with
a maximum of 4 TASC digital expansion boards, each with 8 contact inputs,
allowing a maximum of 40 contact inputs.

If Enable Event is selected for a contact input, the device will notify siteVIEW
whenever the input is turned on or off. The off state specifies if the input is
normally in the open state or if it is normally closed. The state that is
specified as normal then becomes the off state of the device.

By selecting a local output, an input can be set such that when the input is
turned on, an output is turned on and when the input is turned off that same
output is then turned off.

The hold time specifies the amount of time the input must stay on before the
output will be turned on or off. The local output specifies the output to be
turned on and off. The output delay indicates how long the device should wait
before turning on the local output.

HHDevice Details - TASC siteYIEW 2.0 x|
Desciiption | General | Communication | Contact Inputs | Analog Inputs | Temperature Inputs | Dutputs |
- Contact Input Configuation
1 2 3 4 5 & 7 & ALL
Enable E vents I I I I I I I I I

ElffStateIUpen lepen lepen lepen lepen lepen lepen jltlpen j m

Hald [secs) [0 o = E] = E] =/ E =/ E =E =6 = =
Local Output I jl jl jl jl jl jl jl =

Ouput Action [Nomal =] [Nomal = |[Nomal =] [Nomal = ][Nomel ] [Nomal =][Nomel =|[Momal = |[Nomal =]

¥ Only upload changed settings ok I Apply | Cancel |

Figure 115 - Device Properties i Contact Inputs

The output action can be normal, set or reset. If the output action is normal,
then the output turns on when the input is turned on and the output turns off
when the input is turned off. If the output action is set, then the output is
turned on when the input is turned on, but the output is unaffected when the
input is turned off. Reset causes the output to be turned off when the input is
turned on, but is unaffected when the input is turned off.

D.5. Analog Inputs
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The siteRSM comes with 8 built in analog inputs, but can be expanded with a
maximum of 2 TASC Analog Expansion boards, each with 8 analog inputs,
allowing a maximum of 24 analog inputs.

If enable event is selected for an analog input, the device will notify siteVIEW
whenever the input crosses either the low or high threshold voltage.

The range indicates the analog input type that is connected to the device. If
this value is not set correctly, siteVIEW may report invalid analog input
information.

Various sensors are available that attach to the analog input. If a sensor is
connected to an analog input use the sensor drop down list to specify which
sensor is present.

use within siteVIEW. (Since most TASC sensors provide 5V
input, they will not be visible unless the range selected is 0-5V.)
Once the sensor is selected, the units will change automatically
depending on the range and sensor that are selected.

@ Selecting the TASC sensor will provide configure the sensor for

The offset value all ows an anal ogbs val
amount.

The analog formula and Hi & Low adjusted values allow an analog input to
be formatted using an equation (For more information see Extra Device
Configuration on page 49). Formulas may also be used with TASC sensors.

The input qualifier causes the analog threshold changes to be ignored if the
input qualifier is off. In other words, when an analog input crosses a
threshold, the value will only be reported to siteVIEW if the assigned input
gualifier is on.

By selecting a local output, an analog input is set such that when the input
voltage goes above the high threshold, an output is turned on and when the
input voltage goes below the low threshold that same output is then turned
off.

The hold time specifies the amount of time the analog input must stay above
or below the threshold before the output will be turned on or off. The local
output specifies the output to be turned on and off. The output delay
indicates how long the device should wait before turning on the local output.
The output action offers several conditions for when the local output will turn
on or off based on the analog voltage.

The siteRSM module cannot accept voltages on its inputs that are negative
with respect to ground. Application of negative voltages to the digital and
analog inputs will damage the module.

The module provides fixed input ranges of 0-5 VDC and 0-25 VDC
depending on jumper settings. Four user ranges of X2, X4, X10 and X20 can
also be programmed based on a 5.12 VDC internal reference.
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AHpevice Details - TASC site¥IEW Enterprise 2.0 x|

Desciiption | General | Communication | Contact Inputs Analeg Inputs: | Temperature Inputs | Dutputs |

~Analog Input Configuration
1 2 3 4 5 & . 3
Enable Events i il ~ I ~ I v o4

S | | | e | I I | |
ofset [00 o0 oo oo oo oo oo oo
Input Qualfier|-- [ [ = - - - F [
I —
Urits  Volis Volts Volts Volts Volts Volts Volis Volis
Formula I——none—r jl——none—r jl——none—r jl——none—r jl——none—r jl——none—r jl——none—— jl—rnone—— j Edit
(~High Threshld Set Points
Theshod [120 =[1z0 =120 =l1z0 =l[20 =hz0 =hzo =[z0 =fiz0 =
Adjusted [120 [120 [120 [120 [1zn [1zn [1zn [1zn
P e s = N N N S -
i~ Low Thieshold Set Points
Theshod [50 =150 =[50 =[50 =[50 =50 =i50 =50 =¥s0 =
Adjusted [5.0 [50 [50 [50 [50 [50 [50 [50

s o o o o |

W[ = = = = = =n = :’H

¥ Only upload changed settings ok I Apply | Cancel |

Figure 116 - Device Properties i Analog Inputs
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D.6. Temperature Inputs

If Enable Event is selected for a temperature input, the device will notify
siteVIEW whenever the input crosses either the low or high threshold
temperature.

The device may have zero to eight temperature sensors present. The
present indicator lets the user know which sensor is available for
configuration.

The temperature units field specifies which temperature scale to use for
calculating values related to the temperature input.

Ki Device Details - TASC siteVIEW Enterprise 2.0 @

Descrption | General | Communication | Cortact Inputs | Analog Inputs f___T%_rng?@q[_E__\pp}_-_ﬂS___ﬂ Outpuis |

Temperature Input Configuration

ALL

1 2 3 4 5
Enable Events W r r r r
Present
Units [Cetsivs = |[Celbius = |[Celsius v [Celsios _v[Celsius v |[Celsis = ||Celbius = [Celsios v
LT T NS ST | S | E_—C | E_E | - T

High Temperature Set Points
Threshotd [240 oo Hloo  Hfoo Hjoo Hoo Hjoo oo ::I =

EE o ST | S | EE | EC | E_E | T =
Low Temperature Set Points

Theshold [115 =[ss0 =Hfss0 =fsso =Hfssn Hfsso =Hfsso =Hfsso = =
aowput [- = = === E- A = =

b s = = =Hh =R =h = = ﬂlﬂ

[# Only upload changed setings ok | ey | cance |

Figure 117 - Device Properties i Temperature Inputs

The input qualifier causes the temperature threshold changes to be ignored if
the input qualifier is off. In other words, when a temperature input crosses a
threshold, the value will only be reported to siteVIEW if the assigned input
qualifier is on.

The hold time specifies the amount of time the temperature input must stay
above or below the threshold before the event is reported to siteVIEW.

By selecting a local output, a temperature input is set such that when the
input temperature goes above the high threshold, an output is turned on and
when the input temperature goes below the low threshold, an output is then
turned off.
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D.7. Outputs

The off state specifies if the output is normally in the open state or if it is
normally closed. The state that is specified as normal then becomes the off
state of the device.

KHDevice Details - TASC siteYIEW 2.0 x|

Desciiption | General | Communication | Contact Inputs | Analog Inputs | Temperature Inputs. { Outputs |

Dutput Configuation

1 2 3 4 5 ] 7 8 ALL

ofistate [Dpen  7|[Open  x|[Open  x|[Open  x|[Open x|[Open x|[Open x|[Open x| m

¥ Oy upload changed settings ok I Apply | Cancel

Figure 118 - Device Properties i Outputs
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APPENDIX E. PING DEVICE CONFIGURATION

Ping devices are a new device type, introduced in siteVIEW v2.1. Ping
devices work in a similar manner as the widely used Ping networking utility
which is used to test the reachability of a host on an Internet Protocol (IP)
network.

siteVIEW Ping devices can be used to determine whether an IP device is
available or Aup and runningbo.

E.1l. Adding Ping Devices

Before adding Ping device, an Ethernet communication port must be added.
Ping devices cannot be added to Serial communication ports.

To add a Ping device, use the Edit i Add Device function or right-click on the
Ethernet communication port and select Add Device. The resulting Device
Monitoring Wizard is used to define the

For the Device Details section, select Ping as the Device Type, then select
Next

For the Device ldentification section, enter a user-friendly name describing
the Ping device in the Name field. Optionally, add additional long-form
information within the Description field, then select Next.

For the Connection Details, enter an IP (IPv4) address or a DNS name for
the device. siteVIEW will automatically resolve a DNS name to the IPv4
address of the device. Then press Finish to add the Ping device. Currently,
siteVIEW does not support IPv6 addressing.

| Device Monitoring Wizard - Ethemet L [@| | Device Monitoring Wizard - Ethemet L. =
Select the device to configure for manitoring Frovide the IP address of the ping capable device
Device Details Connection Details
| D=ucEliee =l || IP Address or DNS Name: [www geogle.com
(I (I
Ned |  Cancel ‘l Back Finish Cancel | ‘l

TASC Systems Inc. All Rights Reserved Page 136 of 175


http://en.wikipedia.org/wiki/Ping_(networking_utility)

TASC siteVIEW 2.1 User Manual 050-015-0050 RO7

= !l’ System

) Groups
= 4?{! Network
-2 GRANDFORKS
=-J€ COM10
¢ steRSM 001
=% Ethemet
#9 192.168.0.164 - Ping Device
L~ 1192.168.0.181 - Ping Device|
#9 steRSM 001 - IP Device
® www yahoo.com - Ping Device

Figure 119 - Ping Device - Add Device

E.2. Using Ping Devices

Ping devices can only be polled using a siteVIEW DeviceStatus command.
The DeviceStatus command is interpreted by the siteVIEW Communication
Service as request to send ping message.

siteVI EW Ping devices are fAstatel esso de
Afof flineo. Ping devices either respond t
indicates that the device is available, or they do not respond, which indicates

that the device is unavailable. Unavailability can be alarmed using

siteVI|I EWdSess pfidNosni ve 0 al arm trigger.

E.2.1. Understanding Ping Transactions

Each DeviceStatus poll initiates a ping message transaction. The ping
transaction sends a single ICMP packet to the Ping device (host) and listens
for a response.

If a response is received, the Communication Service will signal that the
DeviceStatus command has completed successfully. The Ping device will
also show that it is ready for another transaction.

If the device does not respond after 500ms, the Communication Service will

try again three times (every ~3 seconds). If after the initial attempt and the

three retries, the device stildl hasnot r
will signal that the device has timed out and is not responding. Thi s fA No
Responsedo event can be used with the sit
that the device is not available on the network. On the Sites network tree, the

Ping device wild/l al so show an nAXo, i ndi c
ready for another transaction.

E.2.2. Generating Ping Transactions

The DeviceStatus command can be sent in two ways:
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1 By pressing the Refresh button which sends out an immediate
DeviceStatus command. This method is useful to quickly verify the
devi ceodstyasvequirdda bi | i

o If the Ethernet communication port is selected in the Sites
network tree when the Refresh button is pressed, all Ping
devices underneath the Ethernet communication port will be
sent a DeviceStatus command.

o If a specific Ping device is selected in the Sites network tree
when the Refresh button is pressed, only the selected Ping
device will be sent a DeviceStatus command.

9 The most typical use for Ping devices is to set up a DeviceStatus poll
using siteVIEWb6s PollihsgayConf i gur at:.
DeviceStatus commands can be sent to a Ping device(s) periodically
and if the device doesndt respond, a

Though the Polling Configuration utility allows for non-DeviceStatus
commands to be sent to Ping devices, non-DeviceStatus commands
are ignored by the siteVIEW Communication Service.

E.2.3. Monitoring Ping Devices Transactions

The combination of a repetitive Device Status poll and a Non-Responsive
alarm will provide functional monitoring of the device i allowing notifications
if the device becomes unavailable.

Within the Alarm Configuration utility, select the Ping device, but for /O
sel ect i ihNceatesha Non-Responsive alarm for the device.

Server [GRANDFORKS ~| COM Site [Ethemet v | Device [1921680181-1~] o [-AI- |

D[ Server [comSte [ Device [vo [ Type | Number [ Severty [ Condtion
1 GRANDFORKS Ethemet 192.168.0. Minor Non-Responsive

Figure 120 - Ping Device - Non-Responsive Alarms

E.2.4. Reviewing Ping Device Transactions

siteVIEW logs all activity with Ping devices.

1 siteVIEW History i To view historical communication and alarm
information associated with a Ping device, select the History button to
initiate a Log View session. The Communication link shows alll
communication transactions, filterable by device type and other
criteria. The Alarm link shows all alarm occurrences, filterable by
device type and other criteria.
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1 Device Communication Log i each device keeps a detailed log of
transaction communication. This detailed text file is found in the
CommSvc folder and is called TransmitReceive<device name>.log.
The <device name> is the IP or DNS name of the device i for
example: TransmitReceive192.168.0.100.log. To differentiate
between TASC IP devices, remember that Ping devices do not
reference a port number.
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APPENDIX F.  SITEVIEW TO DEVICE COMMUNICATIONS

F.1. siteVIEW to siteRSM Communication Management

F.1.1. Overview

There are three methods of communicating with a siteRSM device:
9 Serial Device i using a computer COM port

1 Lantronix CPRPortiusi ng a Lantronixb6s COM Por
technology

9 Ethernet Port i using IP-based communication

During normal operations TASC serial, CPR-based serial and Ethernet
devices, work identically. Each device processes transactions in order
received. If multiple commands are sent i for example, as the result of a
Refresh operation 1 these commands are queued and transacted
sequentially.

F.1.2. Selecting TASC Serial, CPR Serial and Ethernet Devices

Since there are several ways to connect siteVIEW to a siteRSM, here are
some guidelines to build a robust monitoring network:

T Use the siteRSMbés fiprimaryodo transmis

0 Only one port on the siteRSM can be configured to send
threshold events - by default, the IP port on the siteRSM is
defined as the primary port. Use the primary port as the main
connection because it can respond to refresh and poll
requests, and send threshold events in real-time.

o While the siteRSMO6s s e rasthel port m
primary transmission port, generally, it is purposed for local
configuration via the SCCU software. In the case where the
serial port is configured as the primary port, use a siteVIEW
serial device to monitor the siteRSM.

1 Use only one siteVIEW device per siteRSM connection

0 Itis not possible to connect to a siteRSM IP port using multiple
active siteVIEW devices simultane
IP port accepts only one connection at a time. Use either an IP
device or a CPR serial device connection i not both.
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\ For existing siteVIEW networks, it is possible to migrate
I \ from CPR devices to IP devices. In this case, it is

Y - X important to remove, or at minimum, disable, the CPR

& _— % device when adding the IP device for the siteRSM.

1 A Ping device can be added to a siteRSM connection to monitor
availability

0 A Ping device may be added to a siteRSM, even if an IP
device or CPR device previously exists. A Ping device works
independently to a IP device or CPR device to monitor the
availability of the siteRSM.

1 A Ping devices can be added to non-siteRSM connections

0 A Ping device may be added to monitor non-siteRSM devices
within a network. For example, it may be useful to monitor the
availability of a critical device(s) within the network.
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F.1.3. Differences between TASC Serial, CPR Serial and IP Devices

However, during failed communications and communication interruption
recovery, there are subtle differences related to the differences between the
underlying physical communication methods:

Serial Port CPR Port Ethernet Port
Connection interrupted If the cable is Initial transactions will fail Initial transactions will fail
failures i for example, if a | disconnected, current and due to time out (with due to time out (with
cable is unplugged all queued transactions will | retries). retries).

be attempted, but will fail
(with retries) as timed out

(no response). When the connection is In 30 seconds, when the
confirmed as failed (as connection is confirmed
determined by the CPR as failed, the transaction
Manager 6 s T CP| being processed will fail
settings), the transaction with a communication
being processed will fail error.
with a communication
error.

All subsequent queued
transactions remain

All subsequent queued queued.
transactions remain
queued.
Recovery from If the cable is reconnected, | siteVIEW continuously siteVIEW continuously

connection interruptions all subsequent commands | checks the connection and | checks the connection
will be transacted normally. | upon recovery, all queued and upon recovery, all
events are processed. gqueued events are
processed.

It is important to note that during connection interruptions, all events from the
TASC device may be lost, therefore the connection should be validated

frequently.
\ To ensure that serial, CPR serial and IP devices are connected, use a repetitive
\ Device Status poll (every x minutes) in combination with a Non-Responsive
\ alarm. Using this mechanism will allow notification of any connection failures
@if" ® and limit any loss of events being sent from the device.
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F.1.4. Communication Alarms

Steps can be used to ensure administrative awareness of communication
problems. siteVIEW can be configured to report non-responsive connections
using the built-in notification system. (The non-responsive alarm functionality
is also available via the SNMP notification option.)

connections to quickly localize and make any required repairs to
the communication infrastructure used by siteVIEW to
communicate with siteRSM devices.

0 Use the non-responsive alarms to receive notifications of failed

To add a non-responsive communication alarm:

1 Bring up the Alarm Configuration dialog

1 Select the Server, COM Site and Device to monitor.
Il mportantly, | eavNonagifie TFKNoBeidp
option is used to signal the Device communication health

I Optionally, set any Notifications to be used for the alarm
(Sound, Text to Speech, Email or SNMP)

T Press the AUpdated button to

Alarm Configuration - @
Alam Properties
Server [GRANDFORKS ~| COM Site [COM1D =] Device [steRSMO01  ~] 1O [-None =l
Severity [Mnor | [ Enabled

Mon-Responsive Device Alarm

Details |This alam is used to alert on failed connections associated with COM Port 10

Notification | [~ Do not send notifications when alarm is being cleared New | Update ‘ Delete |
Server [GRANDFORKS ~| COM Site [COM1D =] Device [steRSMO01 =] 1O [-AI- =]
D [ Server [ comske [ Device [o [ Type [ Number [ Severty [ Condtion [
dooul 2 oo Sao
22 GRANDFORKS COM10 steRSM 001 — — — Minor Non-Responsive I

Figure 1217 Communication Alarms i Non-Responsive Alarms
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F.1.5. Communication Logging System

siteVIEW provides a communication logging sub-system:

1

TransmitReceive COMxxx log files - The TransmitReceive COMxXxX
(where xxx is the port number) log file system, which is enabled by
default, provides detailed information related to the health and status
of the COM port.

This file is located in the C:\ Program Files (x86) \ TASQ siteVIEW
Enterprise Edition 2.0 \ CommSvddirectory

.. = Monitor: Refresh0 [Port=COM10, State=Unavailable, Avial=False, IsOpen=False]

.. - Monitor: Refreshl [Port=COM10, State=Unavailable, Avail=True, IsOpen=False] "—Retry to open

.. - Monitor: Opening [Port=COM10, State=Unavailable, Avail=True, IsOpen=False] <
.. - Monitor: Open OK [Po. , State=Unavailable, Avail=True, IsOpen=True] is successful
.. - Monitor: Opened [Po , State=ClearToSend, Avail=True, Connection=Connected, ResetPort=False]
.. - Monitor: Change [Po: , State=ClearToSend, Avail=True, Connection=Connected, ResetPort=False]

TX - COM10,255 254 253 252 SO 249 248 247 246 245 244 243 242 241 240 233 238 237 236 235 234 233 232 231
RX - COM10,10 0 1 0 S5 3 15 192 160 0 75

TX - COM10,8 1 0 2 133 0 8 0 103

.. - Monitor: Change [Port=COM10, State=WaitingForReply, Avail=True, Connection=Connected, ResetPort=Falsel]
.. - Monitor: Change [Port=COM10, State=ClearToSend, Avail=True, Connection=Connected, ResetPort=False]

RX - COM10,24 0 1 32 133 2 8 0 161 0 33 2 72 088 0 33 2 32 2 48 2 0 0 92

Figure 1227 Communication Logging System i Transmit Receive
Log Files

CommunicationService log file i siteVIEW a new, though optional, log
file called the CommunicationService.log. This log file provides high-
level operational information for the siteVIEW Communication Service
software module, including:

0 Message requests and responses from siteVIEW (Data
Handler)

0 Overall health of all underlying communication ports

By default, the CommunicationService.log file is disabled. To enable
the CommunicationService.log file:

o Navigate to the C:\ Program Files (x86) \ TASQ siteVIEW
Enterprise Edition 2.0 \ CommSvcdirectory

0 Use a text editor to edit the
CommunicationService.exe.config configuration file

0 Add the following line before the </appSettings> line:
<add key="CommunicationServiceLogging" value="True" />

0 Save the file

0 Use the TASC Communication Service Utility to restart the
CommunicationService
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o0 Thisfile is located in the C:\Program Files
(x86)\TASC\siteVIEW Enterprise Edition 2.0\CommSvc

directory

PM.174,Disconnected from Data Handler Server
PM.643,
PM.645,Log FilesC:\SVE2Root\Enterprise2\Enterprise:
PM. 645, Connecting to Data Handler Server at 127.0.0.1:11003
M.296, Connected to Data Handler Server

PM. 60, CommSve->Server [---]: Msg=Update.ClientIdentification
PM. 386, Server->CommSve Msg=Update.ClientIdentification for Service(2)

Bin\C nService\Comm .log [Verbosity=Logs]

4.391,C
PM.391,C er (- nfig
4,391, g .CommPortConfig

ngs Version=1.0.4813.2092¢]

PM.803, Server->CommSve
PM.16, Server->CommSvc [
PM.184,C
PM.201, Server->CommSve [~ Msg=Update.
PM. 206, C o
PM.29, Server->CommSve [00:

‘sg=Updace . CommPoriContiy [FOro=COMLO (COMIO) ID1=2 Type-Serial]

for CommPort(2)

CommPortConfig [Port=COM6 (COM6) ID1=3 Type=Serial]

C for CommPort(2) is Connected

CommPortT: .DeviceStatus using PorcID=2 [StatussQueued]
-CommPortIzansaction Crd=Retrieve.AllAnaloglaputs using PorcID=2 [Status=Queued)

BM.29, Server->Commsve (00
PM. 30, Server->CommSvc [00: EmPOrT tactInputs using PortID=2 [Status=Queued]
PM.30, Server->CommSvc [00: .Ccmpcrcl'zansucuxcn m Retrieve.All0utputs using PortID=2 [Status=Queued]
PM. 30, Server->CommSve [00! Inputs using PortID=2 [Status=Queued]
BM. 30, up I
PM.171,C rver [001]: T
M. 785, C [001]: Msg=Update.T: ok
PM. 45, Ct [001]: CommPortT: DeviceStatus using PortID=2
PM. 60, C 39 [002): .Transact:

2:00:17 PM.293,C [002] CommPortT: (=" AllAnalogInputs using PortID=2

Figure 12317 Communication Logging System i Communication
Service Log File
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F.1.6. Communication State Ilcons

State Image Description of State
Communication Service online

e

Communication Service offline
Check to see if communication service is running or connected to
siteVIEW Data Handler

Communication (Serial) Port enabled and available

Communication (Serial) Port disabled or unavailable

If port is disabled, it must be enabled to communicate.

Check to see if cable unplugged or, in the case of a CPR port,
whether the IP Address is available

Device enabled and available

Device disabled or unavailable

If device is disabled, it must be enabled to communicate.

If previous communication to device was lost (e.g., no response), or
other communication error - check to see if device is operational or
if there is a connection (e.g., cabling) issue

Modem connected

Modem disconnected or unavailable
Check modem status.

Modem pool available

Modem pool unavailable

X T XN P X E X K
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State Image Description of State
Alarm is active

siteVIEW Network
Top most node on siteVIEW network. All communication services
nodes and children will be connected here.

Group Folder
Group folder allows organization of devices

siteVIEW system
Top most node within a siteVIEW system i includes groupings and
network.

Shortcut to an enabled and available Device
A shortcut to a device within a group folder

Shortcut to a disabled or unavailable Device

If device is disabled, it must be enabled to communicate.

If previous communication to device was lost (e.g., no response), or
other communication error - check to see if device is operational or
if there is a connection (e.g., cabling) issue

Ethernet Port enabled and available

Ethernet Port disabled or unavailable

If port is disabled, it must be enabled to communicate.

Check to see if cable unplugged or, in the case of a CPR port,
whether the IP Address is available

Device Updates Waiting

siteVIEW has sensed a difference between the siteVIEW
representation of the device and the actual device contents.
siteVIEW recommends a status and/or configuration refresh to
ensure that the siteVIEW device representation is synchronized
with the actual device.

X 7 X £8 L & ©

L]
=
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F.2. siteVIEW Communication via Lantronix CPR Ports

F.2.1. Lantronix CPR Overview

siteVIEW utilizes Lantronix technology to implement an IP connection to the
siteRSM. siteVIEW and related components can be configured to ensure
robust communications.

w siteVIEW v2 | siteVIEW UserInterface Client I
& Enterprise Edition |
| siteVIEW Data Handler I

siteVIEW Communication Service |

siteVIEW v2
Server Platform 1
) |
L/\NT?ON | X I CPR Manager Serial Port I
|
(?} CPRManager [ CpRManagerTCP Tunnel |
1
1
=== Serial Interface d N
=== Ethernet (TCP tunnel) Interface v
= Internal Interface .
+—— 1+
L/\NT?ON [ X | XportPro TCP Tunnel I
siteRSM 1
Monitoring Platform | \" XportPro | XportPro Serial Port |

w siteRSM

;Momtoring System | siteRSM Monitoring System Engine I

Figure 1241 siteVIEW to siteRSM Connections

siteVIEW can automatically recognize failed IP connections on Lantronix
Com Port Redirector (CPR) managed ports for siteRSM devices. Specifically,
failures are recognized at any attempt to request information (write) from a
damaged IP connection. Failed connections are immediately closed and
marked as unavailable.

This siteVIEW manages all of these IP communication failure modes:

1 (Temporary) Ethernet disconnections i this represents the most
prevalent failure type and includes unplugged networking cables,
router/switch malfunctions and ISP network adjustments.

1 siteRSM power cycles i restarting the siteRSM will disrupt
communications. This failure is prevalent during deployment.

9 Loss of Windows network adapter i includes any disruptions to the
siteVIEW hostodéds underlying I P infras
from sleep mode or changesto t he Wi ndowés net wor kK
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Auto-r ecovery is implemented by using site
constantly recheck the port for a restored connection.

on each CPR serial-to-IPport. Thi s pol |l acts as

0 TASC Systems recommends using an indefinite Device Status poll
and serves two purposes:
1 Allows siteVIEW to recognize (and close) failed connections

i For failed ports, the Device Status poll is a recurring check for
a restored connection

The Device Status poll should be set to request Device Status
information every minute, indefinitely.

A Device Status poll is recommended as it represents the smallest
message exchange between siteVIEW and the siteRSM over
connection and, hence, has no mat
communication overhead. Furthermore, no 1/O information is

exchanged thereby ensuring that all alarming and site mapping is
influenced.

Using a check every minute, the smallest time granularity for a
siteVIEW poll, ensures that a failed connection is recognized in no
more than a minute. Furthermore, a connection is re-established in no
more than a minute after it has been restored.

Scheduled Polling Configuration T— @
Scheduled Poll Properies
Type | DeviceStatus Included
Every |1 3: Minute i Add All GRAN%EO’EPBS
Mon Tue Wed Thu Fri Sat Sun veagteRSM 001 <= e5taRSM 001
|2 " T R R . SITEMONITOR-HP
««+CVRD *,
Starting [May 18,2013 =] @ [1157AM  — +o oM. Sicker b
Ending [[iMay 242013 ~| @ [ 940 AM = <
Enabled ¥ Remove All
New | | Delete | <«
Server |GRANDFORKS ~|  COM Site [COM10 | Device [steRSMOOT -]
| Sub Command [ Frequency | Start Date | Start Time | End Date l End Time [
DeviceStatus every 1 Minute 5/14/2013 11:57 AM___none none
Close
[ o |,

Figure 1251 Connection Management i Device Status Poll
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F.2.2. siteRSM Tunnel Settings

The sit e R8rddess inplPmentadiusing an embedded Lantronix
XPort Pro (or XPort) adapter. Though the Lantronix Xport Pro (or XPort) is
pre-configured at the factory, reducing the TCP Keep Alive time to

10,000msec is recommended to more quickly dismantle bad connections.

Tunnel setting for the TCP Keep Alive parameter to 10,000 msec.
This ensures that any broken or failed connection is dismantled in no
more than ~10 seconds of failure.

0 TASC Systems recommendss et ti ng the Lantron

To change the setting:

1 Use a web browser to access the IP address of the siteRSM
Login to the siteRSM using user=admin and password=PASS
Select the Tunnel option (on the left-hand menu list)

Select Accept Mode option (on the top menu list)

Change the TCP Keep Alive value to 10000 msec

= =4 =4 -4 -

Press the fASubmito button to

XrortPro AT oN OS-

[Logout]
Tunnel 1 Tunnel Acapt MO08 SOTDIE how 3
— Wnel DENBES When 3 CoNnection
DRI OIg INEEE TOm Te Network.
Statistics Serial Settings Packing Mode
Accept Mode | Connect Mode Disconnect Mode

Modem Emulation

Tunnel 1 - Accept Mode

Mode: Always EI
Local Port: 10001

Protocol: TP []

TCP Keep Alive: 10000 milliseconds
Flush Serial: © Ensbled ) Dissbled
Block Serial: ) Enables @ Disasles
Block Network: () Enatles @ Disasles
Password: <None>

Email on Connect: <None> [=]

Email on Disconnect: || <None> E
CP Output: Group:

Copyright @ Lantronix, Inc. 2007-2010. All rights reserved.

Figure 126 1 siteRSM Tunnel Settings 7 XPort Pro
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TASC Systems recommendss et ti ng the Lantron
setting for the TCP Keep Alive parameter to 10,000 msec. This
ensures that any broken or failed connection is dismantled in no more
than ~10 seconds of failure.

To change the setting:

1 Use a web browser to access the IP address of the siteRSM

1 Login to the siteRSM using user=admin and
password=<empty>

1 Select the Server option (on the left-hand menu list)
1 Change the TCP Keep Alive value to 10 seconds

T Press the fAiOKO button to acce

Firmware Version:

MAC Address:

@t Server Settings
Network
Server Server Configuration
Serial Tunnel Telnet Password:

Hostlist
Channel 1 Retype Password:

Serial Settings

Connection Advanced
Email ARP Cache Timeout Nal

Trigger 1 (secs).

Trigger 2 ITCP Keepalive (secs): |10 I

Trigger 3
Configurable Pins Monitor Mode @ Bootup: @ Enable © Disable

Apply Settings CPU Performance

Mode: = Low @ Regular © High

Apply Defauits

HTTP Server Port: |NaN
Config Server Port: [NaN

MTU Size: |NaN

Figure 1271 siteRSM Tunnel Settings - XPort
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F.2.3. Lantronix CPR Settings

The siteVIEW IP

infrastructure is implemented using the Lantronix CPR

Manager software, which provides IP connections for serial ports used within
siteVIEW. Amended settings are recommended to more quickly dismantle

bad connections.

for the TCP Keep Alive parameter to 10,000 msec. This ensures that

0 TASC Systems recommends setting the CPR Manager port setting

any broken or failed connection is dismantled in no more than ~10
seconds of failure.

TASC Systems recommends disabling the CPR Manager port
setting for Timeout Reconnect. This ensures that failed port is closed

until f

ully restored by siteVIEW.

To change the setting:

1 Run the Lantronix CPR Manager software
1 Select the COM port to modify
1 On the Settings tab, ensure TCP Keep Alive is enabled
(checked), set the KeepAlive Time to 10000 msec and
KeepAlive Interval to 1000 msec
1 On the Settings tab, disable (uncheck) the Timeout
Reconnection option.
T Press the ASaved button on th
save the changes
S R 301 L  —— AR ——.. =
File ComPest Device Tooks Help -
© Add/Remove | Sove 3] Refresh ) Search For Devices ) Exclude
Com Ports. Hide @ | Settngs  Com 10 Tests
Ni Com Ports (10) Com 10
2 Com 1-14
0%
v Com Status Clesed
v Network St connected
v
£ — _ — :
Y Com 11 V) Buler Wiites ( Koep checked for betier write performance ) 0 % Conmecton Timecut (in seconds)
© Com 12 Server Reconnect Timeot Reconnect 7 + |
pomn Nt Cie ‘
D Com 14 gedic |
|
[«':w«g,;.( 10000 124 Keepilive Time (msec) 1000 134 Keepslive Irterval (maec) l 3
RFC 221 |
(TroPort) :
Device Uist Colapse u;
P Address SPots TCP Pt Product ] HW Address Netwod rtedoce Device Naee Poa Name

Figure 12871 siteRSM Tunnel Settings
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F.3. siteVIEW Communication via Ethernet Ports

F.3.1. Adding Ethernet Devices

To connect to a TASC device via IP, an Ethernet communication port must
be added.

Once an Ethernet port has been added, use the Edit i Add Device function

or right-click on the Ethernet communication port and select Add Device. The
resulting Device Monitoring Wizard is u
properties:

9 For the Device Details section, select the type of TASC device and
address then select Next

1 For the Device ldentification section, enter a user-friendly name
describing the TASC device in the Name field. Optionally, add
additional long-form information within the Description field, then
select Next.

1 For the Connection Details, enter an IP (IPv4) address or a DNS
name for the device. siteVIEW will automatically resolve a DNS name
to the IPv4 address of the device. Specify the port number, typically
for siteRSM devices this will be 10001. Specify the Packet Timeout
(time between retries), then press Finish to add the device.

IPv6 interfaces are not supported.

Device Monitoring Wizard - Ethemnet =] Device Monitoring Wizard - Ethemet - =]
Select the device to configure for manitoring | Provide the IP address and port of the device
Device Details Connection Details
‘ Device Type: =l IP or DNS Name: [192.168.0.181
Address: |1 ) Port: ’W
Packet Timeout: (2000 == msec ‘l
Next Cancel ” Back | Finish | Cancel |
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= !0’ System
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Figure 129 - Ethernet Port Communication - Add Device

F.3.2. Using Ethernet Devices

TASC IP devices operate almost the same as conventional serial or CPR
devices, with the only difference being the underlying physical
communication interface.

F.3.2.1. Understanding Ethernet Device Transactions

For TASC devices, siteVIEW supports a set of TASC protocol commands.
These commands allow siteVIEW to request either status or configuration
information from the device. The siteVIEW Communication Service sends
each command as a transaction to the device.

If a response to a transaction is received, siteVIEW will interpret and process
the results automatically.

If the device does not respond within the Interbyte timeout specified, the

Communication Service will try again as per the number of Retries

configured for the device. If after the initial attempt and the three retries, the

device still h a s n 6 tnicatiom Sepvicewdllsignal thatthe Co mmi
device has timed out and is notresponding. Thi s ANo Responseod e
be used with the siteVIEW alarm system to indicate that the device is not

available on the network. On the Sites network tree, the device will also show

an nXo, indicating a failed transaction.

F.3.2.2. Generating IP Device Transactions

siteVIEW communicates with IP devices, as with serial or CPR device, in the
following three ways:

1 Through manual refresh button presses. Each refresh button press
consists of multiple commands, which are processed sequentially as
individual transactions. There are three types of refreshes:

0 Status refresh: commands to request the current status of the
device and associated 1/0.
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